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1.0  Introduction  

The Facilities Engineering Services Section (FESS) Design Guide is intended for design professionals to 

facilitate design and construction of facilities, in accordance with Fermilab ES&H Manual Chapter 2001, 

entitled Environment, Safety, & Health for Projects, Fermilab Directorate’s Policy No. 8 and the 

Fermilab’s Engineering Manual.  The Design Guide was developed in response to issues that have 

occurred during the design, construction, and operation of Fermilab facilities and is an attempt to avoid 

historical problems while allowing flexibility for future alterations with a goal of ease of operations and 

maintenance. 

The FESS Design Guide concerns all proposed building, underground enclosures, or facility modifications 

pertaining to conventional construction design that affects the building components, such as fire 

protection, mechanical, and electrical systems.  In addition, the FESS Design Guide is considered 

supplementary to the Fermilab ES&H Manual and Work Smart Set and as such, the Design Professional 

shall consult first the ES&H Manual and Work Smart Set for safety considerations.  Other Divisions 

within the laboratory, such as Accelerator, Particle Physics, and Technical Divisions have developed their 

own design guides relating to flammable gas systems, vacuum systems, beam tubes, heat transfer in 

magnets, dewars, cryogenics, etc.   

The FESS Design Guide does not replace professional design analysis and judgment.  The  design 

professional, including the Architectural/Engineering (A/E) consultants are expected to evaluate specific 

project requirements and boundary conditions in order to develop a design that meets the technical and 

quality requirement of the client.  This includes independent evaluations and if necessary, alternate 

design concepts that deviate from the FESS Engineering Design Guide.  These evaluations should be 

conducted early in the design/analysis phase and submitted to the Facilities Engineering Service Section 

promptly for approval.  

It is further intended that these design guides represent a sustainable and life cycle cost‐effective 

application of proven systems that provide functional facilities that satisfy the laboratory’s program 

requirements and are efficient to operate and maintain.  Suggestions for improving this design guide 

should be addressed to the FESS Section Head. 

1.1  FESS Design Guide Organization and Use 

The FESS Design Guide provides architects, designers, engineers, and technicians with the information 

for each phase of the civil project, from design through construction, and commissioning.  Each design 

guide is typically outlined:  1.0 Scope (background information), 2.0 Design Criteria, 2.1 Product 

Materials, and Equipment, and 3.0 Installation, Fabrication, and Construction (expectations of 

execution) phase, and in some cases, design Typical Sketch Details intended to supplement the design 

criteria and product information.   The applicable codes/standards listed throughout the document 

implies the current version. 
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Basis of Design 

In general, follow the guidelines below when designing and specifying, excavation, backfilling & 

compacting, soil erosion and sedimentation control.  Unless specifically indicated otherwise, these 

guidelines are not intended to restrict or replace professional judgment. 

1.0 Scope 

A.  Fermilab is a 6,800 acre national laboratory owned by US Department of Energy.  

Stockpiling of excavation materials will be coordinated with the Facilities Engineering 

Services Section – Engineering Department.  All stockpile locations shall be included in 

the Erosion Control Plan. 

1.1  Applicable Codes/Standards 

A. Illinois Urban Manual 

B. Illinois Department of Transportation Standard Specifications for Road and Bridge 

construction 

C. Standard Specifications for Sewer and Water Construction in Illinois 

D. NPDES General Stormwater Permit For Construction Activities 

E. Occupational Safety and Health Administration (OSHA) 29 CFR Part 1926 including any 

successor regulations 

F. ASTM C136 Standard Test Method for Sieve Analysis of Fine and Corse Aggregates 

G. ASTM D698 & D1157 Test Method for Laboratory Compaction Characteristics of Soil 

Using Standard Effort & Modified Soil 

H. ASTM D4253 Maximum Index Density and Unit Weights of Soils Using Vibratory Table 

I. Fermilab’s ES&H Manual (FESHM) 
o Chapter 8011, Monitoring Wells 
o Chapter 8012, Sedimentation and Erosion Control Planning 

 
1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Civil Utilities & Electrical Raceway 

B. Facilities Engineering Service Section Design Guide ‐ Structural 

 

1.3 Construction Submittals 

 

A. Provide standard industry submittal requirements. 

 

 

2.0 Design Criteria and Evaluation 

 

A. Do not interrupt existing utilities serving facilities occupied and used by Fermilab or 

others except when permitted in writing by Fermilab and then only after acceptable 
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temporary utility services have been provided. Provide minimum of forty‐eight (48) hour 

notice prior to enacting an approved temporary interruption. 

B. Stockpile satisfactory excavated materials in the location designated on the drawings or 
as otherwise indicated by Fermilab’s Construction Coordinator, until required for backfill 
or fill. 

C. Combustible cooling liquid filled transformers should be provided with containment, 
conforming to FM Global Data sheet 5‐4 and/or NFPA 851. 

 

2.1 Products, Materials, and Equipment 

 

A. Standard industry as delineated in technical specifications. 

 

 

3.0 Installation, Fabrication, and Construction 

 

A. Standard industry as delineated in technical specifications. 

 

3.1 Typical Sketch Details 

 

CS‐1  SILT FENCE 

CS‐2  DITCH & SWALE 

CS‐3  ROCK CHECK DAM 

CS‐4  SIDEWALK 

CS‐5  HARDSTAND 

CS‐6  BARRIER CURB 

CS‐7  DETAIL AT CULVERT 

CS‐8  TRANSFORMER PAD WITH CONTAINMENT 

CS‐9  UTILITY PAD 

 

 

 

 

 

Version 
Number 

Date Author Change Summary 

0 11/26/2012 C. Federowicz Initial Release 

1    
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Basis of Design 

This section applies to underground utility distribution systems. 

1.0  Scope 

A. City of Warrenville supplies the potable water for Fermilab’s entire site.  There are two 

8‐inch meters located in concrete vaults located on the East side of the Fermilab’s 

Village area.  From there, Fermilab owns the entire potable (domestic water system) 

network piping on site.   

B. Fermilab’s sanitary sewage system is connected to City of Batavia (west main site) and 

City of Warrenville (village site).   

C. Industrial Cooling Water (ICW) system provides cooling and fire protection water 

throughout the main site of Fermilab.  The ICW system configuration is linear and it’s 

primarily supplied from a single point, Casey’s Pump house and reservoir.  The back‐up 

in emergency situation, is the Surface water from Main Ring Lake via C‐4 Pump house. 

D. NiCOR Energy supplies natural gas to the main site via a distribution station located on 

West near Giese Road and East Village are, old Wilson Road.  Fermilab owns all the 

natural gas piping supplied from these locations. 

 

1.1 Applicable Codes/Standards 

 

A. ASME B31.8 Gas Transmission and Distribution Piping Systems 

B. ANSI/AWWA C906 – Standard  for Polyethylene   (PE) Pressure Pipe and Fittings, 4‐inch 
through 63‐inch, for Water Distribution 

C. ANIS/AWWA C901 –  Standard  for  Polyethylene (PE)  Pressure  Pipe  and  Tubing, ½‐inch 
through 3‐inch for Water Service. 

D. ASTM  A53  Standard  Specification  for  Pipe,  Steel,  Black  and  Hot‐Dipped  Zinc  Coated, 
Welded and Seamless. 

E. ASTM A120  Standard  Specification  for Pipe,  Steel, Black and Hot‐Dipped Zinc Coated, 
Welded and Seamless, for ordinary uses. 

F. ASTM  D618  Standard  Specification  for  Polyethylene  Plastics  Molding  and  Extrusion 
Materials. 

G. ASTM D3139 Specification for Joints for Plastic Pressure Pipes Using Flexible Elastomeric 
Seals 

H. ASTM  D3261  Standard  Specification  for  Butt  Heat  Fusion  Polyethylene  (PE)  Plastic 
Fittings for Polyethylene (PE) Plastic Pipe and Tubing. 

I. ASTM D3350 Standard Specification for Polyethylene Plastics Pipe and Fittings Materials 
J. ASTM F477 Specification for Elastomeric Seals (Gaskets) for Joining Plastic Pipe 
K. ASTM F714 Standard Specification for Polyethylene (PE) Plastic Pipe (SIDR‐PR) Based on 

Outside Diameter 
L. Illinois Department of Transportation (IDOT):   
M. Standard Specifications for Water & Sewer Main Construction in Illinois 
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N. Occupational  Safety  and  Health  Administration  (OSHA):    Current  OSHA  Occupational 
Safety and Health Standards  ‐ Excavations, 29 CFR Part 1926,  including any  successor 
regulations. 

O. ASME – Boiler and Pressure Vessel Code. 
P. City of Batavia and City of Warrenville Local Ordinances 
Q. Illinois Plumbing Code 
R. NPFA 24, Standard for the Installation of Private Fire Service Mains and Hydrants 
S. Fermilab’s ES&H Manual (FESHM) 

o Chapter 8025, Wastewater Discharge to Sanitary Sewers 
o Chapter 8050, Domestic Water Protection 

 
1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Electrical Raceways & Duct Banks 

1.3  Construction Submittals 

A. Provide standard industry submittal requirements. 

 

2.0  Design Criteria and Evaluation 

A. Provide engineering calculations used to size the piping. 

B. Control valves should be provided on all three sides of branch tees. 

C. Bury gas piping with 30‐inches of cover from finish grade to top of pipe.  Refer to the 

section on earthwork, backfill requirements. 

D. Programming Phase: Statement of design intent. 

E. Design Development Phase: Drawings showing existing utilities and narrative material 

and system description. 

F. Construction Document Phase: Complete plans and specifications. 

o Include pipe sizes, points of connection, valve details, supports, meters, trench 

and bedding details, connection and joint details, vault plans and sections, 

building penetration details, and invert elevations at building connections. 

o Include plans showing all existing underground enclosures, tunnels, and utilities. 

o Tracing wiring shall have quality assurance test, that is, a continuity test 

documented that the tracer wire is adequately installed properly at the 

completion of the backfilling of the utility trech. 

2.1  Products, Materials, and Equipment 

2.1.1  Natural Gas 

A. All products, materials, and equipment shall conform to ASME B31.8 Standard. 

B. Pipe and Fittings:  Natural Gas piping and fittings shall be FM approved and shall be 
Plexco® YELLOWSTRIPE PE 3408 SDR 11 or approved equal. 
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C. Joints: Heat fusion joints shall be butt, socket and saddle fusion joints made by qualified 
and approved personnel using procedures un accordance with CFR 49, part 192 

D. Valves: AGA or API listed polyethylene ball valve, with 2‐inch square operator nut, ¼ 

turn type.  Valve Boxes: Cast iron, two‐section box.  Include top section with cover and 

“GAS” lettering. 

 

2.1.2  Domestic Water (DWS): 

A. Pipe and Fittings:  DWS piping shall be NSF approved and shall be Plexco® BLUESTRIPE 
PE 3408, Driscopipe 4000 series or approved equal.  Refer to drawings for Dimension 
Ratio (DR) requirements.  Polyethylene fittings shall be injection molded butt type, 
ASTM D3261 fitting shall be of the same manufacturer, rating and of the same resin as 
the pipe material and shall conform to AWWA C906.  PVC pipe shall be NSF approved 
and meet AWWA C900 Specifications.  Minimum Standard Dimension Ratio (SDR) shall 
be 18 unless specified differently on plans or technical specifications.  Ductile Iron Pipe 
for DWS service (used only where noted on the drawings) Pipe:  Mechanical joint 
ductile‐iron pipe, Class 52, conforming to AWWA C151 (ANSI A21.51) with cement lining 
conforming to AWWA C104 (ANSI A21.4).  DWS system piping shall be provided with tie‐
rods or mega‐lug and thrust blocks. 

B. Joints:  Joints ‐ Pipe shall be of solid wall construction and shall have DIPS (Ductile Iron 
Pipe Size) outside dimensions. Provisions must be made for expansion and contraction 
at each joint with an elastomeric ring. The bell shall consist of an integral wall section 
with an elastomeric ring, which meets the requirements of ASTM F477, Specification for 
Elastomeric Seals (Gaskets) for Joining Plastic Pipe. 

C. Valves: Resilient wedge, iron body gate valve, counter clockwise opening, non‐rising 

stem, inside screw for underground. Gate valves shall have 175‐lb. rating with 

mechanical joint connections and flanges suitable for use with yard box or indicator 

post.  Waterous Co. Series 500 or Fermilab approved equal.  Valves for DWS line shall 

comply with NFPA 24, as listed by Underwriters Laboratories and approved by Factory 

Mutual for fire protection.  Valve Boxes: Cast iron, two‐section box.  Include top section 

with cover and “DWS” or “WATER” lettering. 

D. Transition Fittings: For transition from ductile iron pipe to polyethylene pipe, 
appropriate flanged transition fittings or self‐restrained mechanical joint adapters and 
gaskets approved by the manufacturer of the polyethylene pipe shall be used. FM 
approved flange adapters shall be used to connect DWS polyethylene piping to ductile 
iron. Stainless steel inserts are required to be used to stiffen of polyethylene pipe at all 
mechanical joints. 

E. Fire & Flushing Hydrants:   For Village are, reference the ICW Fire hydrant below.  For 

the main site, dry barrel, post type hydrant valve with one 2‐1/2 outlet port.  Design 

Team to consult with FESS Engineering Department for type and manufacturer(s). 

2.1.3  Industrial Cooling Water (ICW) 

A. Pipe and Fittings:  FM approved and shall be Plexco® REDSTRIPE PE 3408 or FM 
approved equal with a wall thickness designed to meet Class 150 service pressure 
ratings.  Polyethylene fittings shall be injection molded butt type, ASTM D3261 fitting 
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shall be of the same manufacturer, rating and of the same resin as the pipe material.  
Ductile Iron Pipe for ICW service (used only where noted on the drawings) Pipe:  
Mechanical joint ductile‐iron pipe, Class 52, conforming to AWWA C151 (ANSI A21.51) 
with cement lining conforming to AWWA C104 (ANSI A21.4).  ICW system piping shall be 
provided with tie‐rods or mega‐lug and thrust blocks. 

B. Joints:  Joints ‐ Pipe shall be of solid wall construction and shall have DIPS (Ductile Iron 
Pipe Size) outside dimensions. Provisions must be made for expansion and contraction 
at each joint with an elastomeric ring. The bell shall consist of an integral wall section 
with an elastomeric ring, which meets the requirements of ASTM F477, Specification for 
Elastomeric Seals (Gaskets) for Joining Plastic Pipe. 

C. Valves:  Typically, ICW valves should be Post Indicator type (PIV). Resilient wedge, iron 

body gate valve, counter clockwise opening, non‐rising stem, inside screw for 

underground. Gate valves shall have 175‐lb. rating with mechanical joint connections 

and flanges suitable for use with yard box or indicator post.  Waterous Co. Series 500 or 

Fermilab approved equal.  Valves for ICW line shall comply with NFPA 24, as listed by 

Underwriters Laboratories and approved by Factory Mutual for fire protection.  Valve 

Boxes: Cast iron, two‐section box.  Include top section with cover and “ICW” lettering.  

Indicator Posts, vertical type cast iron body with operation wrench and adjustable cast 

iron barrel, Waterous Post Indicator Model IP‐71, or Fermilab approved equal. 

D. Transition Fittings: For transition from ductile iron pipe to polyethylene pipe, 
appropriate flanged transition fittings or self‐restrained mechanical joint adapters and 
gaskets approved by the manufacturer of the polyethylene pipe shall be used. FM 
approved flange adapters shall be used to connect ICW polyethylene piping to ductile 
iron. Stainless steel inserts are required to be used to stiffen of polyethylene pipe at all 
mechanical joints. 

E. Fire Hydrants:  Dry Barrel, American Flow Control ‐ Pacer, CI, MJ.  Hydrants shall be field 

painted in accordance with NFPA 291 using a barrier coat of rust inhibitive universal 

alkyd primer over shop applied primer and an aliphatic polyurethane finish coat.  Paint 

shall be applied according to manufacturer's instructions. 

2.1.4  Sanitary  

A. Gravity Pipe and Fittings: Shall be PVC, SDR 26 conforming to the requirements of 

ASTM‐D2241.  Flexible rubber gasket assemblies shall be provided at sanitary sewer‐

manhole connections.  Gaskets shall be connected to the pipe with stainless steel 

clamps. 

B. Force Pipe and Fittings:  FM approved and shall be Plexco® REDSTRIPE PE 3408 or FM 

approved equal with a wall thickness designed to meet Class 150 service pressure 

ratings.  Polyethylene fittings shall be injection molded butt type, ASTM D3261 fitting 

shall be of the same manufacturer, rating and of the same resin as the pipe material. 

C. Sanitary Manholes:  Shall be bituminous‐coated pre‐cast reinforced concrete sections 

conforming to the requirements of ASTM C‐478.  Minimum wall thickness of the 

sections shall be 5‐inches and the access opening shall be minimum 24‐inches, 

polypropylene‐coated steps shall be cast into the walls.  Frames and covers shall be cast 
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gray iron as manufactured by Neenah or Fermilab approved equal and cover stamped 

“SEWER”. 

2.1.5  Sanitary Sewage Pump (Lift Station) 

A. Sewage Pump Basin: Shall be factory fabricated, watertight, fiberglass with sidewall 

openings for pip connections and reinforcement for pump mounting plates, fittings, 

guide‐rails supports, and accessories.  Aluminum cover opening shall have gaskets, seals, 

and bushing with aluminum access, i.e., ladder(s), to pumps, pump shafts, control rods, 

discharge piping vent connectors, and power cables. 

B. Packaged submersible Sewage Pumps: Pump and controls shall be manufactured by 

Weil Pump or Fermilab approved equal. 

2.1.6  Tracer Wire and Markings: 

A. Tracer wire shall be installed on all, DWS, ICW, Gas, Communication (Fiber‐Optic), and 

Sanitary Force Mains 

B. Tracer Wire: Shall be #12 AWG solid steel core with 45‐mil yellow polyethylene 

jacketing.  Wire shall have 30V rating and shall be equal to #12 CCS Extra High Strength 

hard drawn 1150 lbs as manufactured by Copperhead Industries. 

C. Tracer Box: shall be the Snake Pit magnetized tracer box as manufactured by 

Copperhead Industrials.  Box shall be Roadway Style with 5‐inches top flange and shall 

be heavy duty traffic rated. 

D. Cathodic Protection with passive anodes for metallic piping, valves, and hardware.  

Stainless steel bolts and fasteners on all mechanical type joints/connectors. 

E. Warning Tape: Warning tape shall be yellow background with black lettering.  Tape shall 

be made from 4‐mil thick 6‐inches wide polyethylene and shall read “CAUTION BURIED 

PIPELINE BELOW”. 

 

3.0  Installation, Fabrication, and Construction 

A. Fabricate, install, and inspect all gas distribution and service piping in accordance with 

ASME B31.8.  Include an air test at 90‐psi for 4‐hours, subcontractor to submit testing 

documentation.  In addition, the HDPE Natural Gas shall be installed in accordance with 

NFPA 54. 

B. Installation shall be by licensed pipe/plumbing subcontractor. 

C. Vertical and horizontal separation, materials and structural support at potable and non‐

potable watermain crossings shall be in conformance to the Standard Specifications for 

Water and Sewer Main Construction in Illinois. 

D. Flushing and Hydrostatic pressure and leakage testing, in accordance with Plastic pipe 

Institute, AWWA, and NFPA 24. 
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E. Disinfection and Chlorination of Potable Water system shall conform to AWWA C651 

and Standard Specification for Water and Sewer Construction in Illinois. 

F. Connect and activate new lines under the supervision of FESS. 

G. Valves, piping, and fittings shall be heat fusion bonded polyethylene.  Connections to 

steel piping shall be welded. 

H. Cathodic protection, standard 17 pound anode bag with 12 AWG TW copper wire with 

cathodic clamp, manufactured by CP Solutions, Inc. (http://www.cpsolutionsinc.net/).  

3.1  Typical Sketch Details 

CU‐1  ARMORCAST HANDHOLE 

CU‐2  HANDHOLE – 1 

CU‐3  HANDHOLE ‐2 

CU‐4  LIGHT POLE 

CU‐5  TRENCH DETAIL 

CU‐6  BUMPER POST 

CU‐7  VALVE VAULT 

CU‐8  FIRE HYDRANT (ICW OR VILLAGE) 

CU‐9  DWS – FLUSHING HYDRANT 

CU‐10  ICW & CHILLED WATER POST INDICATOR VALVE 

CU‐11  DWS – WATER SERVICE VALVE & CURB BOX 

CU‐12  WATER B‐BOX 

CU‐13  UTILITY MARKER POST 

CU‐14  STORM/SANITARY FLATTOP ‐1 

CU‐15  STORM/SANITARY FLATTOP ‐2 

CU‐16  STORM/SANITARY CONETOP 

CU‐17  LIFT STATION 

 

 

 

 

 

Version 
Number 

Date Author Change Summary 

0 11/26/2012 C. Federowicz Initial Release 

1    
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Basis of Design 

The Facilities Engineering Services Section Design Guide provides architects and engineers with the 

information form technical programming through construction documents and commissioning.  It is 

further intended that these guides represent a sustainable and life cycle cost‐effective application of 

proven systems that provide functional facilities that satisfy Fermilab’s program requirements. 

1.0  Scope 

A. The majority of the buildings at Fermilab are unprotected exposed steel with metal 

siding or masonry.  All buildings shall be designed for ease of access to all equipment for 

maintenance In addition, the door hardware must be appropriate to the use, durable, 

serviceable, and replaceable. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. International Residential Code (IRC) 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 101, Life Safety Code 

D. Fermilab’s ES&H Manual (FESHM) 

o Chapter 6020.4, Minimum Aisle and Doorway Widths for Safe Egress 

o Chapter 6040.1, Fire Construction Requirements – Fire Retardant Coatings for 

Combustible Construction Materials 

o Chapter 6040.2, Fire Construction Requirements – Interior Finish Requirements 

 

1.2  Related Sections 

 

A. Reference the FESS Engineering Design Guide, Fire Protection ‐ Facility Fire Safety 

1.3  Construction Submittals 

A.  Provide standard industry submittal requirements as delineated in CSI Submittals 

Section.   

 

2.0  Design Criteria and Evaluation 

2.0.1  Space Allocation ‐ Guidance 

A. A typical primary office space at Fermilab should not exceed 125 square feet.  This is 

defined as the personnel occupied area in which an activity’s normal operational 

functions are performed. 

 Office support area limited to additional 22% of the primary office area.  
Included in this support area are: 
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 Reception areas 

 Meeting rooms  

 File areas  

 Central storage  

 Library / reference  
B. Not included in the support area calculations are: 

 Toilets  

 Stairwells  

 Elevators  

 Corridors  

 Building equipment rooms 
C. This formula results in a maximum of 152 s.f. / person as a planning guideline. 

D. In general when planning offices, there should be an emphasis on shared spaces rather 

than private offices.  

E. In Wilson Hall aisles should be open, with open office areas providing views to the 

outside or to the Atrium wherever possible. 

2.1   Products, Material, and Equipment 

2.1.1  Common Materials and Finishes – Guidance 

A. Finishes:  Carpeting should meet Guiding Principles, sustainable carpet tiles that meet. 

B. Toilet Rooms: Typically have 2” x 2” white ceramic tile walls and floors.   

2.1.2  Color Selections ‐ Guidance 

A. Paint:  All color selections are derived from the Fermilab standard color chart.  Samples 

are provided to the contractors as needed. 

2.1.3  Doors and hardware ( Aluminum and Hollow Metal) 

A. Aluminum storefront framing is utilized for interior office window wall and exterior 

windows throughout the Fermilab site.  This is typically Kawneer 450 framing systems in 

a dark bronze or black anodized finish.  The black anodized is the Wilson Hall standard.  

Aluminum doors are typically medium stile type with CP‐II push and CO‐9 pull, and 

square edge infill for ¼” glass.  

B. Provide locksets with temporary cores which are compatible with Best Lock 

Corporation. 

C. If ID card access is required, Fermilab uses Johnson Controls Cardkey Pagesys security 

system and is monitored by Fermilab site‐wide FIRUS system.  Door interfaced with 

electronic locks should be coordinated with the prior to installation. 
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Kick‐plate 

(if desired) 

Ives .050 Stainless Steel Beveled 4 Sides 

with Countersunk Screws.  10” High x 

Width of Door Less 2”. 

 

Door Stop  1 Ea. – Floor Stop – Ives FS13 Dome Stop 

US 26D for use without threshold 

or Ives FS17 Dome Stop for use without 

threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV US 

26D 

or 

1 Ea. – Plunger –Ives FS1154 US 26D 

 

 

Select one type of stop 

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 
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Door Stop  1 Ea. – Floor Stop – Ives FS13 

Dome Stop US 26D for use 

without threshold 

or Ives FS17 Dome Stop for use 

without threshold 

or 

1 Ea.  – Wall stop – Ives 

WS402CCV US 26D 

or 

1 Ea. – Plunger –Ives FS1154 US 

26D 

 

 

Select one type of stop 

Inactive Leaf 

Hinges  1‐1/2 Pair  Hinges ‐ Hager 

#BB1191‐NRP‐26D. 

If door is higher than 7 ‘ or wider than 

3’ look into the use of additional hinges 

Flush‐bolts  1 pair Ives FB457 with DP2 

dustproof strikes 

 

Closer  1 Ea. LCN 4040 Series  Pull or push side jamb mounting 

depending on the swing of the door. 

Kick‐plate 

(if desired) 

Ives .050 Stainless Steel 

Beveled 4 Sides with 

Countersunk Screws.  10” High 

x Width of Door Less 2”. 

 

Door Bottom Sweep  1 Ea. ‐ Zero #339A.   

Drip Cap  1 Ea.‐ Hager.    

Astragal  1 Ea. Removable    
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Door Stop  1 Ea. – Floor Stop – Ives FS13 

Dome Stop US 26D for use 

without threshold 

or Ives FS17 Dome Stop for use 

without threshold 

or 

1 Ea.  – Wall stop – Ives 

WS402CCV US 26D 

or 

1 Ea. – Plunger –Ives FS1154 US 

26D 

 

Select one type of stop 

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 
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Door Stop  1 Ea. – Floor Stop – Ives FS13 Dome Stop 

US 26D for use without threshold 

or Ives FS17 Dome Stop for use without 

threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV US 

26D 

or 

1 Ea. – Plunger –Ives FS1154 US 26D 

 

Select one type of stop 

     

     

     

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 
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Door Stop  1 Ea. – Floor Stop – Ives FS13 

Dome Stop US 26D for use without 

threshold 

or Ives FS17 Dome Stop for use 

without threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV 

US 26D 

or 

1 Ea. – Plunger –Ives FS1154 US 

26D 

 

 

Select one type of stop 

Inactive Leaf 

Hinges  1‐1/2 Pair  Hinges ‐ Hager 

#BB1191‐NRP‐26D. 

If door is higher than 7 ‘ or wider than 

3’ look into the use of additional hinges 

Flush‐bolts  Flush‐bolts with Dustproof 

Strike – Glynn Johnson ‐ FB6 

w/DP2 Dustproof Strike. 

 

Closer  1 Ea. LCN 4040 Series  Pull or push side jamb mounting 

depending on the swing of the door. 

Kick‐plate 

(if desired) 

Ives .050 Stainless Steel 

Beveled 4 Sides with 

Countersunk Screws.  10” High 

x Width of Door Less 2”. 

 

Astragal  1 Ea. Removable   
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Door Stop  1 Ea. – Floor Stop – Ives FS13 

Dome Stop US 26D for use 

without threshold 

or Ives FS17 Dome Stop for use 

without threshold 

or 

1 Ea.  – Wall stop – Ives 

WS402CCV US 26D 

or 

1 Ea. – Plunger –Ives FS1154 US 

26D 

 

Select one type of stop 

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 
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Door Stop  1 Ea. – Floor Stop – Ives FS13 Dome Stop 

US 26D for use without threshold 

or Ives FS17 Dome Stop for use without 

threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV US 

26D 

or 

1 Ea. – Plunger –Ives FS1154 US 26D 

 

 

Select one type of stop 

     

     

     

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 
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Inactive Leaf 

Hinges  1‐1/2 Pair Butts, 4‐1/2” x 4‐1/2”, Ball 

bearing, non‐rising pins, finish to match 

door. 

If door is higher than 7 ‘ or 

wider the 3’ look into the use of 

additional hinges 

Push / Pull  1 Ea. Kawneer style “CP II” push 

1 Ea Kawneer style “C09” pull 

Finish to match door 

 

Flush‐bolts  Kawneer flush bolts   

Closer  1Ea. Norton 1605 surface closer with hold 

open function – finish to match doors 

Pull or push side jamb mounting 

depending on the swing of the 

door. 

Door Stop  1 Ea. – Floor Stop – Ives FS13 Dome Stop 

US 26D for use without threshold 

or Ives FS17 Dome Stop for use without 

threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV US 

26D 

or 

1 Ea. – Plunger –Ives FS1154 US 26D 

Select one type of stop 

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 
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Door Stop  1 Ea. – Floor Stop – Ives FS13 Dome 

Stop US 26D for use without threshold 

or Ives FS17 Dome Stop for use without 

threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV US 

26D 

or 

1 Ea. – Plunger –Ives FS1154 US 26D 

 

 

Select one type of stop 

Inactive Leaf 

Hinges  1‐1/2 Pair Butts, 4‐1/2” x 4‐1/2”, Ball 

bearing, non‐rising pins, finish to match 

door. 

If door is higher than 7 ‘ or 

wider the 3’ look into the use 

of additional hinges 

Push / Pull  1 Ea. Kawneer style “CP II” push 

1 Ea Kawneer style “C09” pull 

Finish to match door 

 

Flush Bolts  Kawneer flush bolts   

Closer  1Ea. Norton 1605 surface closer with 

hold open function – finish to match 

doors 

Pull or push side jamb 

mounting depending on the 

swing of the door. 
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Door Stop  1 Ea. – Floor Stop – Ives FS13 Dome 

Stop US 26D for use without threshold 

or Ives FS17 Dome Stop for use without 

threshold 

or 

1 Ea.  – Wall stop – Ives WS402CCV US 

26D 

or 

1 Ea. – Plunger –Ives FS1154 US 26D 

 

 

Select one type of stop 

     

 

*  Cylinders:  Equip locks with cylinders for interchangeable core, small format, 7 pin tumbler inserts.  

Furnish only temporary inserts for the construction period, and remove these when directed.  

Final cores and keys for installation will be Fermilab's responsibility. 

 

 

 

 

 

 

 

Version 
Number 

Date Author Change Summary 

0 11/26/2012 G. VanZandbergen Initial Release 

1    
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Basis of Design 

This section applies to the design of structural building systems and element systems.  

1.0  General (Scope) 

A. All structural work shall be designed by or under the direction of an Illinois licensed 

Structural Engineer or a licensed Architect as prescribed by Illinois Department of 

Professional Financial and Professional Regulation. 

B. Calculations shall be produced and checked for all structural designs.  A&E’s shall 

provide calculation in electronic format.  Input and output data shall be provided for 

calculations done by computer programs.  Calculations shall have a numbering system 

and be indexed.   Calculations shall be filed in the project file.  

C. Drawings shall be sufficiently detailed to allow for firm fixed price procurement.  

Drawings shall indicate design loads on plans.  Normally the structural drawings shall be 

divided into Structural Concrete (SC) and Structural Steel (SS). 

D. Prior to start of calculations, the A/E subcontractor shall submit to Fermilab the design 

assumptions including but not limited to, intended codes being used, gravity live loads, 

superimposed dead load, and lateral loads due to wind, seismic and soils, and proposed 

computerized design aides.  

E. The design criteria listed herein is not intended to replace engineering judgment specific 

to the uniqueness of the project. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. American Concrete Institute (ACI)  

C. Seismic evaluation shall conform to ASCE/SEI 31, 

D. American Institute of Steel Construction (AISC) 

E. Structural Steel shall conform to ASTM A572, grade 50. 

F. All bolted connections shall conform to ASTM A325N. 

G. American National Standards Institute, ANSI Z359 series Fall Protection Standards 

H. Welded structure/steel shall conform to AWS D1.1 

I. Steel Joint Institute (SJI) 

 

1.2  Construction Submittals 

A. Require standard industry submittals. 

 

1.3  Related Sections 

 

A. Facilities Engineering Services Section Design Guide – Civil Site Work 

B. Facilities Engineering Services Section Design Guide – Civil Utilities 
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2.0  Design Criteria ‐ Structural Loading 

A. Live loads and lateral wind and seismic loads shall be determined using ASCE. 

o Basic wind speed shall be taken as 90 mph. 

o Exposure category should be C 

B. Fermilab specific Geotechnical:  This design criterion is based on historical constructed 

projects at Fermilab.   

o For rectangular enclosures under compacted berms the vertical earth 

overburden load shall be considered as dead load (for determining ACI Load 

Factors) at 130 PCF.  A 10 percent down‐drag shear factor shall be applied to 

vertical loads to account for the increased stiffness of the enclosure compared 

to the surrounding earth backfill. 

o Vertical loads on enclosures shall consider a D8 rolling over enclosure 

during backfill.  Normally this loading will not be critical for berms over 

10 feet of depth above the enclosure.  Track vehicles shall not be allow 

directly over enclosures until five feet of earth is under the tracks. 

o Persons shall not be allowed in an enclosure during backfill operations 

until there is five feet of earth cover over the enclosure. 

o For rectangular enclosures under compacted berms loads may be treated as a 

uniform load based on the lateral value at mid height of the wall.  Lateral earth 

loads shall be treated as live loads. 

C. Enclosures shall be designed for a minimum of 3’‐0 of unbalanced earth backfill.  The 

maximum allowable unbalanced backfill requirement shall be specified on the 

earthwork drawings and specifications. 

D. Enclosures shall employ a drainage system and a minimum of two feet of free draining 

granular backfill along walls to relieve pressures into the under drain system, therefore 

hydrostatic lateral pressure shall be taken as zero (0).  Enclosures are normally damp 

proof not water proof. 

o Unless representative existing borings indicate a lower value, spread footings 

shall be proportioned for no more than 3000 PSF net bearing pressure. 

o For major structures or unique conditions, Fermilab will commission a 

geotechnical study that will determine specific loading requirements. 

E. Snow Loads:  The flat roof snow load (Pf) shall not be less than 30.0 psf for any building 
on site. 

F. Earthquake Loads:  The following shall be used for determining design earthquake loads  
    Av = 0.05 

    Aa = 0.05 

G. Lateral Soil Loads:  The following shall be used for determining design lateral soil loads, 
unless local soil tests have been performed.  
    Active earth pressure coefficient, Ka = 0.5 for rigid box structures 

    Active earth pressure coefficient, Ka = 0.25 for retaining walls 

    Unit weight of soil for berms shall be taken as 130 pcf 
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o Active earth pressures for buttressed or counterfort walls shall be determined by 

a geotechnical consultant. 

H. Structural granular backfill and granular backfill around enclosures.  Granular backfill 
shall normally be CA‐6 except CA‐7 shall be allowed when freezing conditions exits. 

 
2.1  Concrete Specific 

A. All structural concrete shall be designed as reinforced concrete in accordance with ACI 

318, latest release. 

o Where possible concrete shall be designed to carry moments through 

intersecting joints.  Fixed end moments shall be distributed based on relative 

stiffness. 

B. Non‐structural concrete elements may be designed for plain concrete if it can be 

demonstrated that the serviceability requirements will be achieved. 

C. Concrete structures shall be designed to achieve economical elements that meet the 
required load carrying capacity, serviceability requirements, and is constructible.  
Critical construction joints shall be indicated on the drawings. 

D. 4000 psi minimum 28 day concrete compressive strengths shall be used for cast‐in‐place 
structural concrete except for slabs on grade 

E. 3000 to 3500 psi minimum 28 day concrete compressive strength shall be used for slab 
on grades.  ACI 211.1, Recommended Practice for Selecting Proportions for Concrete, 
shall be used for proportioning the mix.  Conform to ACI 302.1R‐04 Guide for Concrete 
Floor and Slab Construction and ACI 360R‐10 Guide to Design of Slab on Grades. 

F. 5000 psi minimum 28 day concrete compressive strengths shall be used for precast 
design. 

G. 60,000 psi shall be used in the design for the yield stress in all reinforcing steel. 
H. All concrete exposed to earth or weather shall be air entrained. 
 

2.2  Steel Specific 

A. Structural steel W, M and S shapes shall conform to ASTM A572, grade 50.    
B. Structural steel angles, plate and channels shall conform to ASTM A36.   
C. Structural steel square and rectangular tube sections shall conform to ASTM A500, 

grade B, 46 ksi.   
D. The designer shall attempt to utilize conventional concentrically braced framing in all 

structural steel building designs.  Lateral forces on building should be designed using 
tension only bracing in only a reasonable number of bents. 

E. Metal roof deck  should be designed as a diaphragm as part of the lateral load resisting 
for buildings with plan dimensions aspect ratio (width to length) of 1 to 3 or less. 

 

2.3  Sustainability 

 

A. Except for special architectural concrete, mix designs shall encourage the use of fly ash 
as a replacement for a portion of the cement. 
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2.4  Products, Materials, and Equipment 

A. The requirements in the CSI specifications shall be used for material and admixtures. 

B. Elastomeric link‐seal shall be utilized at all outside‐underground (water lines) wall/pipe 

penetrations 

2.5  Fermilab specific materials, Inserts and details 

A. Channel inserts where required shall be Unistrut® 2200 series or equal with galvanized 

finish. 

B. Grounding for underground enclosures shall use the following electrical design guides. 

C. Sealants used in the proximity of radiation from beam‐lines shall be comprised of a 

polyurethane based sealant like Duothane™.  Preferred manufacturer Grace 

Construction Products. 

 

3.0  Installation, Fabrication, and Construction 

A. The requirements in the CSI specifications shall be used for installation, fabrication and 

construction 

B. If equipment is located on the proposed facility’s roof, fall restraint tie‐offs, anchor 

points, guardrails, within 15 feet of roof edge shall be designed in accordance with ANSI 

Z359 series. 

C. If equipment is located on the proposed facility’s roof, a hoisting device should be 

provided on the roof to allow a worker to hoist tools and material to the roof. 

D. Ladders to vaults/pits to include grab handles beyond the opening. 

E. Utility vault covers should be less than 50 lbs., if not in traffic areas. 
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Basis of Design 

This section applies to the guidance for design of CONVENTIONAL FACILITY MECHANICAL SYSTEMS such 

as HVAC, PLUMBING, PROCESS PIPING SYSTEM (LCW, ICW), PROCESS VENTILATIONS (ODH, Lab), and 

specialized system such as for DATA CENTER. 

1.0  Design Loads 

A. Conventional: Heating and cooling system design loads shall be determined using  

ASHRAE Fundamentals  

B. Technical: Heat load to air from technical components shall be established by FESS 

Engineering and/or Project Team. 

1.1  Applicable Codes/Standards 

A. American Society of Heating, Refrigerating and Air‐Conditioning 

o ASHRAE 15 Safety Standards for Refrigeration Systems 

o ASHRAE 55 Thermal Environmental Conditions for Human Occupancy 

o ASHRAE 62 Ventilation for Acceptable Indoor Air Quality 

o ASHRAE 90.1 Energy Standard for Buildings 

o ASHRAE  Guidelines 0 The Commissioning Process 

o ASHRAE Advance Energy Design Guide (AEDG) 

o ASHRAE Handbook HVAC Systems and Equipment 

B. AABC National Standards for Total System Balance. 

C. ACGIH Industrial Hygiene, Environmental, Occupational Health 

D. AWS D 9.1 Welding of Sheet Metal 

E. AMCA Standards, Definitions, Terms and Test Codes for Louvers, Dampers and Shutters 

F. International Mechanical Code (IMC) 

G. All equipment must be listed by a national recognized laboratory, such as UL. 

H. Fermilab’s FESHM 5031 Pressure Vessels 

I. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 54 National Fuel Gas Code 

o NFPA 90A, Installation of Air Conditioning and Ventilating Systems 

1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Low Voltage 

1.3  Submittals 

A.  Technical calculations in pdf and excel format 

B.  Energy model in pdf and native file format 

C.  ASHRAE 55 & 62.1 calculations/ documentations 

D.  Calculations required by Guiding Principle Standard construction submittals. 
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2.0  Design Criteria and Evaluation 

2.01  ENVIRONMENTAL 
A. 78Fdb/50%RH (cooling) and 68F/no min RH (heating) for offices 
B. Project Specific temperatures for conditioned high bays & technical spaces 
C. Data Center to follow ASHRAE TC99 

 
2.0.2  VENTILATION 
A. Personnel and conventional building (ASHRAE 62.1) 
B. Lab system and ODH (Project specific) 

 
2.0.3  SUSTAINABILITY/ENERGY 
A. Design of new federal buildings will be designed to be 30% better than ASHRAE 90.1, if 

life cycle cost effective, using appendix‐G of ASHRAE 90.1 (Per 10CFR 433) 
B. Preferred Building Energy Modeling software is CDS Trace700. Other software is 

acceptable provided that both the native file of the software used and CDSTrace shall be 
submitted. 

C. Calculation of energy savings and handling of process load in energy savings calculation 
shall be in accordance with 10CFR 433  

D. Include applicable HVAC mandatory requirement under ASHRAE 90.1‐ 6.4 
E. Specify Water‐Sense plumbing product, where available 
F. Include Construction IAQ management plan in accordance with Guiding Principle 

requirement 
G. Provide metering of DWS, GAS, CHW, and HWS.  If ICW used as process, also consider 

metering. 
 

2.0.4  COMMISSIONING 
A. Provide commissioning documents tailored to the size and complexity of the building 

and its system components 
 

2.0.5  CONTROLS 
A. Clear concise control schematic, sequence of controls and point list table shall be 

included with the design drawings 
B. Provide all mandatory requirement for Controls under ASHRAE 90.1,‐ 6.4.3 
C. BAS shall be designed using JCI Metasys 
D. Use of propylene glycol is the preferred freeze protection scheme for chilled and hot 

water coils exposed to outside air (economizer). Discharge air monitoring is required 
downstream of these coils and mixed air temperature. 

E. Building Automation and Monitoring shall be provided for monitoring and/or control of 
the following using JCI Metasys:  

o HVAC 
o Sump Pumps 
o Lift stations 
o Building temperature monitoring (cold weather monitoring) 
o Utility Metering (Domestic Water, Natural Gas, CHW, and HWS.  (If ICW use for 

Process) or EMon/DMon. 
F. Other monitoring, such as fire alarm, emergency generators, sump pumps, and security 

systems to be by Fermilab’s FIRUS System. 
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2.1  Products, Materials, and Equipment 

A. Aboveground LCW piping shall be 304L Schedule 10 Stainless piping. 

B. Gas meter shall be American Meter, pressure compensated with an output module for 

interface with Fermilab’s environmental control system. 

C. All A/E firms shall provide complete model numbers for specified equipment. 

D. Reference the FESS‐Engineering standard mechanical specifications for various types of 

piping systems. 

E. Provide grounding rings on VFD motors.  

F. No adjustable sheaves shall remain after commissioning 

G. Water treatment program for boilers, chillers, cooling towers shall be developed in 

conjunction with Lab‐established consultant and water treatment provider. 

H. Chillers utilizing ICW water shall have coated condensers. 

 

3.0  Installation, Fabrication, and Construction 

A. HVAC Equipment maintenance access that does not require program shut‐down 

because of interlocks or radiological area access. 

B. Strainers shall have a bypass installed around them for servicing without interruption to 

the equipment 

C. Lifetime‐sealed bearings preferred or if not available, grease fittings extended to 

accessible location must be provided 

D. Electronic, PDF format files of all as‐built drawings, operating and maintenance manuals, 

provided at the completion of the project. 

E. If application‐specific electronic files were used for programming controllers or other 

devices, copies of the active, fully‐commissioned electronic files shall be provided, e.g., 

PLC device. 

F. Branch line isolation valves on utility distribution system should be provided between 

supply and return devices, e.g., fan coil units. 

G. Equipment must be accessible in a maintainable manner and must be reviewed by FESS‐

Operations during the design process. 
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Basis of Design 

This section applies to the design of buildings and underground enclosures related to fire safety. 

1.0  Scope (Background) 

A. Fermilab uses a mix of International Building Code and NFPA 101 Life Safety Code.  In 

addition, Fermilab follows NFPA 30 in lieu of the quantities and limitations set forth by 

IBC and IFC. 

B. Subterranean spaces, Fermilab follows NFPA 520. 

C. Conceptual Design Reports (CDR) evolving new beam‐line enclosures and/or new 

building should be reviewed and the criteria established by FESS Engineering’s life 

safety/fire protection professional licensed consultant and submitted to the laboratory’s 

site Authority Having Jurisdiction (AHJ).  All major renovations should be reviewed by 

the FESS Engineering’s staff, in accordance with Directorate Policy No. 18. 

D. If a proposed facility is handling radioactive materials and deemed necessary by the site 

AHJ and/or Site RSO, then a fire protection design/fire hazard analysis should be 

included in the design documents, reference DOE Standard 1066 for further guidance. 

1.1  Applicable Codes/Standards 

A. 29 CFR 1910 Occupational Safety & Health Standards ‐ General Industry 

B. International Building Code (IBC) (Typically used to establish Construction Type, Use 

Group/Occupancy, Area Limitations, etc.)  

C. International Fire Code (IFC) (Except for quantities and limitations for 

Flammable/Combustible liquids) 

D. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 1, Fire Code 

o NFPA 30, Flammable and Combustible Liquids Code 

o NFPA 70, National Electrical Code 

o NFPA 75, Standard for the Fire Protection of Information Technology 

o NFPA 101, Life Safety Code (Typically used for Means of Egress and Occupancy 

Separation) 

o NFPA 318, Standard for the Protection of Semiconductor Fabrication Facilitates 

o NFPA 520, Standard on Subterranean Spaces  

o NFPA 801, Standard for Fire Protection for Facilities Handling Radioactive 

Materials 

E. Fermilab’s ES&H Manual (FESHM) 

o Chapter 6010, Elements of the Fire Protection Program 

o Chapter 6020.3, Storage and Use of Flammable Gases 

o Chapter 6020.4, Minimum Aisle and Doorway Widths for Safe Egress 

1.2  Related Sections 
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A. Facilities Engineering Services Section Design Guide ‐ Architectural 

B. Facilities Engineering Services Section Design Guide – Fire Sprinkler & Fire Alarm 

1.3  Construction Submittals 

A.  Provide Standard Industry submittal requirements. 

 

2.0  Design Criteria and Evaluation 

A. Fire hydrants should be spaced 300 feet apart, per NFPA 1.  Fire hydrants should be a 
minimum distance of 40 feet from a building. 

B. Oil filled transformers in excess of 500 gallons and up to 5,000 gallons must be 25 feet 
separation from building or provide a 2 hour fire wall, in accordance with NFPA 70 and 
NFPA 850. 

C. New facilities located at the surface, exceeding 5,000 sq. ft. of floor area should be a 
minimum of Type IIB, construction type as defined by IBC. 

D. Dry transformers should be used in doors.  Dry transformers over 112.5kw require 1 
hour fire rated room with self‐closing door, in accordance with NFPA 70 Article 450.21. 

E. Electrical room(s) serving more than 1,200 amps, exit door swings out with panic 
hardware or similar mechanism, in accordance with NFPA 70, Article 110.26.(c) (3). 

F. Delayed egress locks are allowed, in accordance with NFPA 101, in such cases as 
computer rooms, should unlock within 30 seconds form manual release mechanism.  
Security locks must unlock upon fire alarm activation to allow Fire Department 
personnel entrance. 

G. Labyrinths should be a minimum of 2 hour fire rated construction with 44 inches in 
width. 

H. Building roof material should be Class A, in accordance with NFPA 256, Standard 
Methods of Fire Test of Roof Coverings. 

I. Interior finish material should have a flame spread rating of 25 or less and a smoke 
development rating of 50 or less, FESHM 6040.2. 

J. At the discretion of the ES&H‐FPE and Fermilab’s Fire Department, building door 
numbering may be desired, reference FESHM 6020.4. 

K. Illinois ADA has more stringent requirements than federal ADAAG – for example, IL 
requires a refuge area such as in a stairwell. There is no exemption from the 
requirement for an area of rescue assistance in buildings equipped with an automatic 
fire suppression system.  The Fermilab Work Smart Set references Illinois ADA. 

L. The following tables are an overview of occupancy naming conventions and travel 
distance derived from NFPA 101 Table A7.5.6 & IBC Table 1016.1 and is summarized for 
guidance in determining the occupancy classification. 
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IBC, 2009 – Chapter 3 NFPA 101, 2009 

Assembly Use Group 
     A1 – Theater 
     A2 – Dance Halls, Night clubs, Restaurants 
     A3 – Amusement , Bowling Aisles, Worship 
     A4 – Swimming Pools, Tennis Courts 
     A5 – Outdoor Assembly, e.g., Stadiums 

Assembly Use Group 
Multipurpose Assembly 
Day Care 
Detention and Correctional 
Health Care / Ambulatory Health 
Worship / Restaurant 

Use Group B (Business) Business  
Use Group E (Educational) Day Care >2.5 yrs. Educational  
Use Groups I-1 through I-4 (Institutional)  Dormitory / Hotels 
Use Group F-1 (Moderate Hazard Factory 
Industrial) 
Use Group F-2 (Low Hazard Factory Industrial) 

Industrial General 
Industrial High Hazard 
Industrial Special Purpose 

Use Group M (Mercantile) Mercantile  
Use Group R-1 through R-4 (Residential) Residential / Board and Care / Day Care 
Use Group S-1 and S-2 (Storage) Storage (low & Ordinary Hazard) 

  
High Hazard (such as flammable liquids.) 

High Hazard  
     H1 – Pose a detonation hazard 
     H2 – Pose a deflagration hazard 
     H3 – Pose a combustible or physical hazard 
     H4 – Pose a health hazard 
     H5 – Production materials hazard 
Use Group U (Utility & Miscellaneous) 406.1.1 

 
M. Overview of naming and classifications: (NFPA 101 Table A7.5.6 & IBC Table 1016.1)  

 
IBC 2009 Table 1016.1 
NFPA 101, 2009, A7.5.6 

MIN. WIDTH 
CORRIDORS

TRAVEL 
DISTANCE 

COMMON 
TRAVEL 

DEAD 
END 

A, E, I-1, M, R 
(I-1 must be Sprinklered) 

Section 1017.2 
E = 72-inches 

200-Ft / 250-Ft* 75Ft / 100Ft* 20-Ft 

Business Use Groups (B) 44-inches 200-Ft / 300-Ft* 75Ft / 100Ft* 20Ft / 
50Ft* 

F-1 & S-1 (industrial General *& 
Storage Ordinary Hazard)  

36-inches If 
<50 occupants 

200Ft/250Ft* 
/400Ft** 

75Ft /100Ft* 20Ft / 
50Ft* 

F-2, S-2, & U (Industrial Special & 
Storage Low Hazard) 

36-inches If 
<50 occupants 

300FT / 400FT* 75Ft /100Ft* 20Ft / 
50Ft* 

H-1 (Must be Sprinklered) 44-inches 75Ft  25 Ft 0 
H-2 (Must be Sprinklered) 44-inches 100 Ft 25 Ft 0 
H-3 (Must be Sprinklered) 44-inches 150Ft 25 Ft 0 
H-4 (Must be Sprinklered) 44-inches 175Ft 75 Ft  0 
H-5 (Must be Sprinklered) 44-inches 200Ft  75 Ft 0 
I-2, I-3, & I-4 
(Must be Sprinklered) 

44-Inches 
I-2 = 96-inches 

 200 Ft 75Ft / 100Ft 20Ft 

       Lodging & Rooms  
       Hotels/Dorms 

36-inches 
44-inches 

75Ft / 100Ft* 75Ft / 100Ft* 20Ft 

* Fully supervised sprinklered building and/or smoke tight corridors 
**Fully sprinklered and roof smoke vents per IBC 
Notes:   24-inches for access to and utilization of electrical, mechanical, or plumbing 
systems  
IBC 1016.2 Exception No. 1. 
36-inches if 50 or less occupants – IBC 1016.2 Exception No. 2 
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2.1  Products, Materials, and Equipment 

A. Not applicable 

 

3.0  Installation, Fabrication, and Construction 

A. Install according to manufacturer’s recommendations/instructions and standard “trade” 

industry practices. 

 

3.1  Typical Sketch Details 

 

FPME‐1   EQUIPMENT ACCESS 

FPME‐2   INDUSTRIAL (IBC) STAIR HANDRAIL 

FPME‐3   INDUSTRIAL (OSHA) STAIR HANDRAIL 

FPME‐4   PUBLIC STAIR HANDRAIL 

FPME‐5   STAIR & LAYRINTH 
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Basis of Design 

This section applies to the design and installation of building and enclosure fire extinguishers. 

1.0  Scope 

A. Every new design shall incorporate the size and location of fire extinguishers.  

Placement of fire extinguishers shall be reviewed by the fire department prior to 

installation.  When the project consists of beam enclosures, reference FESHM 6020.1.  

Fermilab on‐site Fire Department maintains the fire extinguishers. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. International Fire Code (IFC) 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 1, Fire Code 

o NFPA 10, Portable Fire Extinguishers 

D. Fermilab’s ES&H Manual (FESHM) 

o Chapter 6010, Elements of Fire Protection Program 

o Chapter 6020.1, Placement of Portable Fire Extinguishers in Primary Beam 

Enclosures 

1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Fire Sprinkler 

1.3  Construction Submittals 

A. Standard construction submittals 

 

2.0  Design Criteria and Evaluation 

A. Fermilab’s Fire Department will provide guidance on placement and type of fire 

extinguisher in new facilities. 

B. Forged, non‐slip discharge hose ethylene propylene diamine (EPDM) rubber, aluminum 

handle positions 

C. Tank shall be stainless steel for H2O and formulated type for specialized extinguishing 

agents, such as the clean agent fire extinguishers for data centers, as specified by the 

fire extinguisher manufacturer. 

D. Tank shall be welded steel tube for dry chemical applications 

E. If caps are provided with indicators, then stems should be the pop up type. 

F. Forged aluminum fill caps 

G. Suggested areas: 
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o General Areas (Office, Corridors, Mechanical Spaces) 

o Dry chemical, made of Monoammonium phosphate, Class ABC type fire 

extinguisher, 10 lb. capacity 

o Pressurized water type fire extinguisher, Class A type fire extinguisher, 

2.5 gallon capacity 

o Computer Rooms 

o Clean agent, Class C type fire extinguisher, 9.5 lb. (DuPont FE‐36) 

o Kitchen Areas 

o Wet agent, Class K type fire extinguisher, 1.6 gallon capacity 

o Flammable Liquids and Gas Areas 

o Dry chemical, Class B type fire extinguisher 10 lb. capacity 

2.1  Products, Materials, and Equipment 

A. Fire extinguishers must be U.L. Listed and/or FM Approved. 

B. Ansul 

C. Amerex® 

 

3.0  Installation, Fabrication, and Construction 

A. For semi‐recessed or surface mounted cabinets, reference architectural design guides. 

B. Install according to manufacturer’s recommendations/instructions and standard “trade” 

industry practices. 

 

 

 

 

 

 

 

 

 

 

 

 

Version 
Number 

Date Author Change Summary 

0 11/26/2012 J. Niehoff Initial Release 

1    

    

 



FESS Engineering – Fire Protection  Fire Alarm System  Section 6.2

 

Fermilab FESS Design Guides    Page 1 of 4 
WARNING:  This manual is subject to change.  The current version is maintained on FESS Section website.  Rev. 0, 10/2012 

Basis of Design 

This section applies to the design and installation of fire detection, control, releasing, and alarm 

systems. 

1.0  Scope (Background) 

A. Fermilab uses a custom Facility Information Reporting Utility System (FIRUS) that is on a 

secure network and monitors the status of fire, security, and utility sensors throughout 

the laboratory.  FIRUS signals Fermilab’s Communication Center (Comm Center) which is 

staffed with operators 24/7.  The Comm Center dispatches the appropriate emergency 

response personal.  The fire alarm systems are operated and maintained by Facilities 

Engineering Services Section (FESS), reference Fire Alarm / FIRUS Monitoring Sketch. 

B. The fire alarm system, in many cases, is directly connected to other equipment, e.g., 

HVAC shut‐down, dampers, smoke abatement, elevator recall & power shut‐down, 

security access doors, door holders, and Oxygen Deficiency Hazard Controls.  The fire 

alarm contacts may or may not be configured in a “fail safe” operation.  In addition, the 

contacts may be normally open (NO) or normally closed (NC) depending on the 

equipment operation.  Every effort shall be made to separate low voltage (less than 50 

volts) from the high voltage (greater than 50 volts) by using an interface relay.  The fire 

alarm system contact will control the interface relay, reference the Fire Alarm Control 

Sketches 1, 2, and 3. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. International Fire Code (IFC) 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 1, Fire Code 

o NFPA 13, Automatic Sprinkler Systems 

o NFPA 15, Fixed Water Spray Systems 

o NFPA 25, Inspection and Testing of Fire Suppression Systems 

o NFPA 70, National Electrical Code 

o NFPA 75, Standard for the Fire Protection of Information Technology 

o NFPA 72, National Fire Alarm and Signaling Code 

o NFPA 101, Life Safety Code 

o NFPA 318, Standard for the Protection of Semiconductor Fabrication Facilitates 

D. Fermilab’s ES&H Manual (FESHM) 

o Chapter 6010, Elements of Fire Protection Program 

o Chapter 6013, Facility Incident Reporting Utility System (FIRUS) 

1.2  Related Sections 

A. Facilities Engineering Services Design Guide – Facility Fire Safety 
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B. Facilities Engineering Services Section Design Guide – Automatic Sprinkler 

C. Facilities Engineering Services Section Design Guide ‐  Special Suppression 

1.3  Construction Submittals 

A. Working Plans, battery, and voltage drop calculations should be in accordance with 

NFPA 72. 

 

2.0  Design Criteria and Evaluation 

A. All new fire alarm systems should be intelligent addressable type, unless directed 
otherwise by the FESS – Engineering Department. 

B. All new fire alarm systems should be reviewed and considered for emergency voice 
alarm system capable of integrating with Fermilab Site‐wide Emergency Warning 
System.  This determination will be made by the project team, ES&H, and FESS. 

C. All fire alarm control panels (FACP) should be provided with a T‐45 key and lock 
assembly.  

D. FACPs shall be provided with by‐pass switches or function keys for custom control of 
notification devices and sub‐functions (may exclude FIRUS) for testing and maintenance 
purposes (including Fire Department Test Mode) as determined by the Fire Systems 
Maintenance Group. 

E. When designing an addressable system, in duct smoke detectors should provide a 
supervisory signal at the fire alarm control panel and signal output should be 
supervisory to FIRUS.  

F. All fire alarm systems shall be connected to Fermilab's FIRUS systems, capable of 
indicating FIRE ALARM, SUPERVISORY, and TROUBLE signals.  

G. All FACPs shall be provided with a walk‐test feature.  
H. All FACPs shall be provided with smoke verification feature.  
I. The fire alarm control panel or supplement power panels shall be provided with a 

designated 120V circuit with switch and handle guard, see sketch no. 1. 
J. All programming and addressable device descriptions shall be reviewed by the Fire 

Department and Fire Systems Maintenance Group prior to download of program into 
FACP.  In addition, a hard copy of software programming, electronic programming files, 
and electronic as‐built documents shall be provided to FESS. 

K. FACP should be capable of self‐restoring in power outage troubles and selectable for 
latching all other trouble or supervisory signals. 

L. Upon completion, the fire alarm manufacturer should provide on‐site factory training 
for the fire system maintenance group. 

 

2.1  Products, Materials, and Equipment 

A. Acceptable equipment manufacturers for addressable fire alarm control panels are 
Siemens, unless approved otherwise by FESS‐Engineering Department.  

B. Line type heat detection, manufactured by Protectowire®, should be installed in beam 

enclosures.  
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C. Air sampling smoke detection, manufactured by Xtralis™ (VESDA) or Fenwal.  

 

3.0  Installation, Fabrication, and Construction 

A. Addressable circuits should be a minimum of 18 AWG solid twisted jacketed cable and 
must meet manufacturer’s requirements.  Conventional (Hardwire) initiating circuits 
should be a minimum of 18 AWG solid cables.  Notification appliance circuits should be 
a minimum of 14 AWG solid cables.  Combination horn and strobe devices can be two‐
wire; however, combination speaker and strobe devices shall be 4‐wire with audible 
circuit (e.g., red) a different color then the visual circuit (e.g., blue). 

B. All cabling should be installed in conduit, IMC minimum with the exception of office 
areas can be EMT. The minimum conduit size should be 3/4".  

C. All manual pull stations should be dual action type and able to be reset with a T‐45 key 

or a 9/64" allen wrench.  

D. Air sampling smoke detection test station and special configurations: 

o A test connection with cap and test hole shall be located approximately 6‐feet 

above finished floor. 

o For hazardous spaces such as Cleanrooms and Radiation Spaces, the air 

sampling smoke detector should be located outside the hazard and air return 

should be piped back into the hazard space. 

o In hazards spaces as described above, provide test valve in addition to the test 

port located approximately 6‐feet above finished floor.  

E. All fire alarm system shall be connected to Fermilab’s FIRUS system, capable of 

indicating FIRE, SUPERVISORY, and TROUBLE signals via independent Form C relays. 

F. All fire alarm cabling should be located in raceways.  Reference the electrical design 

guides for type of conduct/raceways. 

G. All junction boxes with blank covers must be identified as “Fire Alarm”, “FA”, or painted 

red. 

H. All sources of AC power greater than 24 volts supplying power to the FACP or other fire 

alarm control units, power supply must have cabinets labeled with the identification of 

the power distribution panel and circuit breaker. 

I. All sources of AC power greater than 24 volts supplying power to the FACP or other fire 

alarm control units, power supply must have a barrier installed to protect a worker from 

an electrical shock hazard. 

J. At no time is it allowable to install control wiring with voltages greater than 24 volts 

(except for the dedicated circuit for the panel or power supply) inside of any control 

panel. 

K. Any control circuit using voltages greater than 50 volts must use a junction box (other 

than the FACP or fire alarm control unit) and interface relay (reference Background 

Section).  The relay contacts must have a barrier installed to protect a worker from an 

electrical shock hazard.  The junction box must also be clearly identifying the voltage 

and source information of the power distribution panel and circuit breaker. 
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L. At a minimum, all work must comply with NFPA 70 and 72. 

M. Install according to manufacturer’s recommendations/instructions and standard “trade” 

industry practices. 

 

 

Typical Sketch Details 

 

FPFA‐1    FIRE ALARM CONTROL PANEL POWER  

FPFA‐2    FIRE ALARM FIRUS MONITORING WIRING DIAGRAM 

FPFA‐3    FIRE ALARM CONTROLS INTERFACE 
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Basis of Design 

This section applies to the design and installation of pipe, pipe fittings, valves, piping accessories, and 

equipment for fire protection suppression systems. 

1.0  Scope (Background) 

A. Main site fire protection supply water is from Fermilab’s Industrial Cooling Water (ICW).  

The ICW system is non‐potable and comes from an open pond reservoir and therefore, 

is considered a “raw water source” as designed by NFPA 13.  The Village area fire 

protection supply water is from Village of Warrenville and is a potable water source. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. International Fire Code (IFC) 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 1, Fire Code 

o NFPA 13, Automatic Sprinkler Systems 

o NFPA 15, Fixed Water Spray Systems 

o NFPA 25, Inspection and Testing of Fire Suppression Systems 

o NFPA 30, Flammable and Combustible Liquids Code 

o NFPA 72, National Fire Alarm and Signaling Code 

o NFPA 75, Standard for the Fire Protection of Information Technology 

o NFPA 101, Life Safety Code 

o NFPA 318, Standard for the Protection of Semiconductor Fabrication Facilitates 

D. Fermilab’s ES&H Manual (FESHM) 

o Chapter 6010, Elements of the Fire Protection Program 

o Chapter 6013, Facilities Incident Reporting Utility System (FIRUS) 

o Chapter 6020.3, Storage and Use of Flammable Gases 

1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Fire Alarm 

1.3  Construction Submittals 

A. Working Plans and hydraulic calculations should be in accordance with NFPA 13. 

 

2.0  Design Criteria and Evaluation 

A. The minimum design density shall be based on Ordinary Hazard Group I.  
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B. Hydraulically designed sprinkler systems shall be designed for not less than 10‐psi below 

the ICW water supply curve.  The Village area will be at the discretion of the design 

team. 

C. The minimum sprinkler spacing shall be 130 square feet and 100 square feet for 

experimental, assembly, collision hall and general industrial high bay areas. 

D. Preference in utilizing standard spray, quick response sprinklers should be utilized.  

E. In general, high bay areas, such as assembly, experimental halls, etc., the minimum 

sprinkler K factor of 8.0 should be utilized. 

F. Return bends (arm‐overs) shall be provided on all pendent sprinklers.  

G. Welding of sprinkler piping is permitted on site by a certified welder.  

H. All wet type automatic sprinkler system pipes shall be schedule 40 steel.  Dry type 

automatic sprinkler system pipes shall be either schedule 40 steel or galvanized 

schedule 40 pipe, determination by the design team. 

I. 1/2" or 3/4" Pipe should be galvanized steel, schedule 40 when retrofitting existing 

upright sprinkler outlets supplying new pendent type sprinklers.  

J. Water‐flow alarm detectors (switches) should be provided with double pole, double 

throw contacts, rated at 120 VAC at 3 amps.  

K. Preaction sprinkler systems should be configured as double interlocked.  In addition, the 

air supervisory switch should be cross‐zoned with the releasing detection.  

L. Collision Hall sprinkler system should be dual action preaction type. 

M. Clean rooms should be designed with quick response sprinklers with an operational 

design of 0.2 gpm over 3,000 sq. ft., NFPA 318. 

N. Water‐flow supply test information can be obtained from the FESS‐Engineering 

Department.  

O. All control valves should be provided with electronic valve supervisory (tamper) 

switches.  

P. Flushing valve arrangement should be provided through the fire department 

connection, see sketch no. FPS‐1. 

Q. As‐built documents should be provided to FESS.  

2.1  Products, Materials, and Equipment 

A. All devices and equipment shall be U.L. Listed and/or FM Approved. 

B. Spray sprinklers, valves, check valves, including deluge and preaction valve assemblies, 

should be manufactured by Viking®. 

C. Backflow preventers should be manufactured by Watts ‐ FEBCO®, series 880V. 

D. Fire Department connection should be a 4‐inch "Locking Storz" quick connect with a 

22¼‐degree straight‐galvanized or anodized aluminum elbow on the exterior inlet pipe 

to the Storz connection. Also, the gasket shall be removed from the Storz cap.  

E. Fire Department Hose, should be Giacomini, angled pressure reducing valve, female NPT 

to male hose thread, 2‐1/2‐inch.  
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F. Combination auxiliary and inspector’s test connections should be provided on sprinkler 

risers, manufactured by AGF Test and Drain Assembly. 

 

3.0  Installation, Fabrication, and Construction 

A. A control valve should be provided after the preaction valve assembly, to facilitate 

testing without introducing water throughout the piping network.  

B. If feasible, air compressors should be mounted above the point of connection with 

flexible tubing, such as rubber hose. 

C. Consider installing ¾‐inch relief valves on small, service building, type sprinkler systems 

to alleviate the potential of solar hearing on static pressures in wet‐type sprinkler 

systems. 

3.1  Typical Sketch Details 

FPS‐1  SPRINKLER RISER WITH FLUSHING DETAIL 

FPS‐2  SPRINKLER RETURN BENDS 
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Basis of Design 

This section applies to the design and installation fixed fire extinguishing systems. 

1.0  Scope (Background) 

A. Fermilab uses special fixed fire extinguishing systems to protect experiments, 

programmatic functions, etc.  This includes water mist fire suppression systems, gaseous 

fire extinguishing systems, and deluge water spray systems.  These on‐site fire 

extinguishing systems are operated and maintained by Facilities Engineering Services 

Section (FESS).    

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. International Fire Code (IFC) 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 1, Fire Code 

o NFPA 17A, Wet Chemical Extinguishing Systems 

o NFPA 15, Fixed Water Spray Systems 

o NFPA 25, Inspection and Testing of Fire Suppression Systems 

o NFPA 72, National Fire Alarm and Signaling Code 

o NFPA 75, Standard for the Protection of Information Technology 

o NFPA 101, Life Safety Code 

o NFPA 750, Water Mist Fire Protection Systems 

o NFPA 2001, Clean Agent Fire Extinguishing Systems 

o NFPA 2010, Standard for Fixed Aerosol Fire Extinguishing Systems 

1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Fire Alarm 

1.3  Construction Submittals 

A. Working Plans, calculations, battery, and voltage drop calculations should be in 

accordance with NFPA applicable standards. 

 

2.0  Design Criteria and Evaluation 

A. CO2 fire suppression system should be avoided. 
B. If air sampling is the method of detection, then the air sampling display should be 

programmed so that 100% at 40 seconds sends a signal via FIRUS indicating that FIRST 
LEVEL OF AIR SAMPLING IN ALARM. Release of agent should be at 100% for 60 seconds.  
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C. If cross‐zone detection is provided, then additional signal outputs from the releasing 
control panel to FIRUS should indicate FIRST DETECTOR ZONE IN ALARM and SECOND 
DETECTOR ZONE IN ALARM.  

D. The manifold pressure switch should connect directly into FIRUS and indicate AGENT 
RELEASED.  

E. Provide a time delay after second alarm prior to releasing agent to facilitate HVAC shut‐
down.  

F. Equipment shut‐down, such as dampers and electronics should be from a manifold 
pressure switch.  

G. Manifold pressure switches should be provided with a minimum of double pole and 
double throw contacts.  

H. HVAC shut‐down should occur at second alarm of cross‐zone.  
 

2.1  Products, Materials, and Equipment 

A. All devices and equipment must be listed or approved by a recognized testing laboratory 
B. UTC Fire & Security ‐ Water Mist Marioff  
C. UTC Fire & Security ‐ Fenwal  

 

3.0  Installation, Fabrication, and Construction 

A. Install according to manufacturer’s recommendations/instructions and standard “trade” 

industry practices. 
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Basis of Design 

This section applies to the conventional facilities/civil electrical requirements. 

1.0  Scope 

A.  The power infrastructure system serving the Fermilab campus is owned and operated by 

Fermilab.  Fermilab receives power from ComED at two locations on campus that serve 

the Master Substation and Kautz Road Substation.  These systems are operated and 

maintained by Facilities Engineering Services Section. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

D. Fermilab’s ES&H Manual (FESHM) 

o Chapter 5040, Fermilab Electrical Safety Program 

o Chapter 5042, AC Electrical Power Distribution Safety 

2.0  Electrical Design Guides  

A. The electrical design guides include the following sections. 

 

7.0  General 

7.1 Cables and Wires 

7.2 Grounding 

7.3 Lighting  

7.4 Low Voltage  

7.5 Medium Voltage 

7.6 Motors 

7.7 Motor Control Centers 

7.8 Nominal Voltage and Phase Rotation 

7.9 Raceways & Duct Banks 

7.10 Receptacles 

7.11 Safety Switches 

7.12 Switch Boards and Panel Boards 

7.13 Transformers 

Appendix Electrical System Conventions (FEHSM 5042) 
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Basis of Design 

This section applies to the design and installation of cables and wires. 

1.0  Scope (Background) 

A. This section applies to primary power (medium) distribution cabling and low voltage 

cabling. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

a. NFPA 70, National Electrical Code 

1.2  Related Sections 

A. Facilities Engineering Services Section Design Guide – Electrical General 

1.3  Construction Submittals 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

 

2.0  Design Criteria and Evaluation 

A. General:  

o In General, all cables and wires shall be run in conduit, cable tray, or concrete 

encased ducts. Exposed, bare conductors are not permitted (except aerial 

transmission lines specifically designed for that purpose).  Medium voltage 

cables (15KV or 5KV) shall always be conduit encased.  Direct burial of MV 

cables is not permitted.  MV buried raceways shall generally be concrete 

encased, except where such conduits are installed by directional bore method 

or stubbing‐up below concrete pads (such as at transformers or switch pads.  

Low voltage cables (50V<600V) shall be encased in approved raceway for all 
buried applications. 

o Selection Of Cable Sizes for individual loads (motors, transformers, etc.) are 

given in the design criteria of those loads. Cable sizes shown represent the 

minimal size to be used.  Longer runs will require larger sizes based on voltage 

drop requirements as determined by NEC 210‐19, 215‐2, and 310‐15. 
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o Cable Sizes For Combined Loads (group feeders or branch circuits) shall be 

based on 125% of the largest continuous load in the circuit plus the sum of all 

other loads in the circuit. 

o Voltage Drop in any circuit should not exceed 4% of the nominal circuit voltage. 

B. 15 KV Medium Voltage Cable: 

o Insulation Voltage Class: For 13.8KV (grounded neutral) systems, it shall be 

15KV. 

o Insulation Type: Heat resistant and ozone resistant thermosetting   ethylene 

propylene‐rubber (EPR), minimum 175 mil thickness for 750 MCM and 220 mil 

thickness for small cables.  The smaller thickness allows 750 MCM cable to be 

installed in 5” diameter conduit. 

o Conductor Shield: A layer of extruded conducting or semiconducting 

thermosetting compound, minimum 18 mil thickness. 

o Insulation Shield: Semi‐conducting extruded compound. 

o Conductor Material: Stranded aluminum. 

o Temperature Rating: Minimum continuous 90C; Emergency 130C; Short 
Circuit 250C. 

o Number Of Conductors: Three single conductor cables triplexed at the factory 

with factory installed pulling eye. 

o Concentric Neutral With Protective Jacket:  Annealed,   uncoated copper strands 

approximately equal in conductance to one‐third of the phase conductor for 3 

phase applications and a full neutral for 1 phase applications.  Concentric 

neutral covered with a non‐conducting polyethylene jacket over its entire 

length. 

 

C. 5 KV Medium Voltage Cable 

o Insulation Voltage Class:  For 4.16KV (grounded neutral) systems, it shall be 5KV 

shielded. 

o Insulation Type: Heat resistant and ozone resistant ethylene‐propylene‐rubber 

(EPR) type elastomer, minimum 90 mil thickness. 

o Conductor Shield: A layer of extruded semiconducting thermosetting 

compound, minimum 20 mil thickness. 

o Insulation Shield: Extruded semi‐conducting compound, minimum 24 mils. 

o Metallic Shield: Non‐magnetic metallic conducting cover, consisting of a copper 

tape, applied helically with a 12 1/2% minimum overlap. 

o Jacket: Polyvinyl chloride compound, minimum 80 mils. 

o Conductor Material: Stranded copper. 

o Temperature Rating: minimum continuous 90C; Emergency 130C; Short Circuit 
250C. 

o Ampacities:   Per NEC 
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D. Low Voltage Power Cable: 

o System Voltages:   0 to 480V AC. 

o Insulation Voltage Class:   600 Volts. 

o Insulation Type: 

 THHW, USE or Other as appropriate (90C) 
 Above 50C Ambient (SA) silicone rubber (125C) with glass braid or teflon 

insulated cable (FEP‐200C). 
o Conductor Material:   Stranded copper.  Solid wiring is not permitted. 

o Number Of Conductors:   Single conductor cable only. 

o Color: Wires and cables shall be factory color coded with a separate color for 

each phase and neutral. The following color code shall be used for all wiring: 

    208/120V  480/277V & 4.16KV  13.8KV 
 Ground  Green  Green    Green 
 Neutral  White  Gray    White 
  Phase A  Black  Brown     Black 
  Phase B  Red  Orange      Red 
  Phase C  Blue  Yellow      Blue 
 

o Ampacities:  Per NEC 

o Allowable Short‐Circuit Currents: To prevent permanent damage to the cable 

insulation in the event of a short circuit, the minimum size of conductors for 

feeders from 1.5 MVA 480 Volt, unit substations with 35,000 Amp (Sym) Feeder 

Breaker Interrupting Rating, shall be #3/0 AWG. 

 

E. Control Cable: 

o Insulation Voltage Class: 600 Volts. 

o Insulation Type: 

 50C Ambient or less, SO (60C) or SJO rubber (as applicable). 
 Above 50C Ambient, FEP Teflon insulated   (200C) 

o Conductor Material:  Stranded Copper. 

o Overall Jacket:  Neoprene. 

o Conductor Size:  Minimum #14 AWG 

o Color Coding:  Solid Colors with Spiral Stripes as Required ICEA S‐19‐81 Table 5‐

2.  For larger conductor sizes color coding of the insulation or jacket can be 

accomplished using three wraps of colored tape to match required phase 

designation . 

2.1  Products, Materials, and Equipment 

A. Cable and wire procurement, especially for short lengths of interlock armored cable, can 

take additional time.  A/E consultant should provide time frame to Fermilab during 

design. 
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3.0  Installation, Fabrication, and Construction 

A. Do not use cable link boxes for new 13.8 kV splices, connections, and taps. 

B. High voltage cable splices and connections are often in tunnels and manholes open to 

non‐electrical workers.  This requires that splices have protective covers and junction 

boxes have protective cages. 
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Basis of Design 

This section applies to the design and installation of grounding. 

1.0  Scope 

A. All power systems shall be grounded.  Where there is a conflict between this Design 

Guide and National Electrical Code, the most stringent method shall be used. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

 

2.0  Design Criteria and Evaluation 

A. System Grounding: 

o General: All power distribution systems shall be grounded. 

o Solid Grounding:  For 480/277 Volts and 208/120 Volts wye grounded systems, a 

solid ground (using stranded copper conductors) shall be used. The neutral 

(grounded) wire of the system shall be connected to this solid ground at the source 

(transformer) only.  Below ground (earth) and concealed connections shall be 

thermionic weld type (Cadweld) only. 

B. Substation Grounding:  

o General: A grounding loop shall be installed around the perimeter of the substation 

pad with two cross connections, one to the primary and the other to the secondary 

transformer compartments and to the oil or air switch if they are used.  The 

substation pad ground grid shall be solidly bonded to the building system ground 

ring grid. 

o Conductor Size: For substations 750 KVA and below, the loop and cross connections 

shall be 250 MCM bare stranded uncoated copper conductor. For substations above 
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750 KVA, the loop and cross connections shall be 500 MCM bare stranded uncoated 

copper. 

C. Building Grounding:  

o General:   A ground loop consisting of a 500 MCM bare stranded copper shall be 

installed around the perimeter of the building.   

o Location Of Conductor: The ground grid main conductor shall be located proximal to 

the building footing.  It shall be installed at least 2‐1/2' below the finished grade. 

o Ground Rods: Same type as used for substations. Where no ground loop is going to 

be installed, ground rods shall be installed at a minimum distance of 12 feet from 

the building columns and connected to them by 500 MCM bare stranded uncoated 

copper.  Ground rods connected to ground grids following the building perimeter 

shall be located at all building corner locations.  

o Connections To Building Columns: All connections to building columns shall be 

thermionic weld type (Cadweld) and shall be made above finished grade wherever 

possible.  Exposed ground conductors shall be supported every 4’.   

D. Electrical Equipment Grounding:  

 General: All electrical equipment shall be grounded by direct connection of their 

enclosures or frames to either the ground loop, or a steel column or structural 

member that is grounded, or an exposed ground bus within the building. 

E. Switchboards, MCCs, Switch Racks, and Motor Starters 

o Grounding conductor size:   Per NEC or tables listed in this Design Criteria. 

o Each device: To be individually grounded and connected to rack ground.  

F. Raceways: 

o All raceways shall contain an insulated grounding conductor.  A green colored 

conductor (or black with green tape) shall be used to identify the ground conductor. 

o Bonding of grounding electrode conductor:  Where bare copper grounding 

electrode conductor is installed in metallic raceway, appropriate ground termination 

bushings shall effectively bond the connections on either end in accordance with 

NEC. 

G. Cable Trays: 

o All metallic CABLE TRAYS and similar race structures shall be effectively grounded to 

the building ground system utilizing a grounding conductor which is effectively 

secured to all sections of the cable tray.  

 

Version 
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Date Author Change Summary 
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Basis of Design 

This section applies to the design and installation of lighting. 

1.0  Scope  

A. Lighting system design shall be based on providing an adequate level of illumination, so 

that the users of the different facilities will be able to perform their work with safety 

and comfort, and by selecting energy efficient lamps and fixtures to provide those levels 

with the maximum saving of electrical energy. 

B. The Design Team should determine if lighting control system is required early in the 

design/analysis.  The lighting control system should allow tracking of lamp hours, aiding 

in re‐lamping of the proposed facility. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

 

1.3  Construction Submittals 

A.  Provide standard industry submittal requirements. 

 

2.0  Design Criteria and Evaluation 

A. General Design Requirements: 

o All normal lighting fixtures (excepting night lights) shall be turned ON and OFF with 

toggle switches conveniently located near doors or entry.  The use of three‐way and 

four‐way switches is encouraged for multiple door locations. 

o Certain areas qualify for special lighting control using occupancy sensors to turn 

lights ON and OFF as personnel more infrequently occupy the space. 
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o Exterior and high‐bay interior lighting is most often addressed by using metal halide 

fixtures.  In some special cases, interior High bay metal halide fixtures shall be 

controlled via special Fermilab design using timers and a lighting contactor 

arrangement.  Emergency EXIT signs and egress lighting shall be powered utilizing an 

Interruptible Power Supply (IPS) or Uninterruptible Power Supply (UPS) system 

which provides a battery‐driven alternating current source for a minimum of 90 

minutes.  The normal fixture loads for the IPS or UPS units shall be single‐lamp 

fluorescent fixtures, using Motorola instant start 2‐lamp ballasts and operating F32‐

T5‐4100K lamp tubes. 

B. Levels: As a general rule and per 41CFR Ch 101‐20.107, recommended lighting levels 

shall not exceed: 

o Office Locations 

 General offices areas    30 foot‐candles (50 fc *). 

 Training Rooms     75 foot‐candles  (dimmable)¤  

 Conference rooms    30 foot‐candles 

 Accounting      20>1foot‐candles. 

 Lobbies and corridors      20>1 foot‐candles. 

 Lounges and washrooms  20>10  foot‐candles. 

 Stairways      10>1 foot‐candles. 

o   Experimental Facilities 

 General assembly areas   75 foot‐candles. 

 Machine shops areas    75 foot‐candles. 

 Fine bench work    125‐300 foot‐candles.* 

 Tech areas      75 foot‐candles.  

 Computer rooms    50 foot‐candles. 

 CRT screens      5 foot‐candles.¤ 

 Control rooms      75 foot‐candles.¤ 

 Lounges and washrooms   20>10 foot‐candles. 

 Corridors and hallways     20>10 foot‐candles. 

 Stairways       10>1  foot‐candles. 

 

* Obtained with general area and supplementary (task) lighting. 

¤ Normally T‐5 fluorescent lamps with dimming from 100>1%. 

> Down to. 
 

o Underground Enclosures 

 Tunnels       20 foot‐candles. 

 Assembly areas     75 foot‐candles.  

 Stairways      10>1 foot‐candles. 

o Building Exteriors 

 Entrances      5 foot‐candles. 

 Building surrounds    1 foot‐candle. 
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o Parking Areas 

 Low activity      5 foot‐candle.  

 Medium activity    1 foot‐candle. 

 Pedestrian security    2 foot‐candles. 

C. Types Of Fixtures: The type of fixture to be selected will depend on the location where it 

is going to be installed and the required illumination level. In general the following types 

shall be used in the design: 

o Office Buildings 

 Recessed instant start fluorescent fixtures, with two (2) T5, 32‐watt lamps, 

prismatic lenses or parabolic louvers; depending on the desired illumination 

level, shall be used in general areas, lobbies and corridors; where suspended 

grid type ceilings are installed.  

 Surface mounted instant start fluorescent fixtures with prismatic lenses or 

parabolic louvers shall be used where dry wall type ceilings are installed or 

where there is not enough room in the plenum of suspended ceilings, on top of 

mirrors in washrooms, janitors closets and stairways. 

 Recessed halogen fixtures with reflector type R lamps, can be used in areas with 

suspended grid type ceilings, such as lobbies, conference rooms, entrances and 

canopies for architectural enhancement. 

 Where dimming applications are required such as in conference and training 

rooms, electronic, high efficiency , low harmonic dimming ballast's shall be 

specified which are capable of dimming down to 1% of the original lamp level.  

Use Lutron dimming ballasts and switches. 

 Although there is a trend to use compact fluorescent lamps (CFL's) as 

replacements for incandescent lamps or new spot  lamp fixture applications, 

budget CFL's have a notoriously high harmonic content..  Any CFL selected for 

spot or down lighting shall be 4100°K having a total harmonic current distortion  

(THID) of less than 10%.  Compact CFL’s lampswith built in micro‐chip controllers 

as manufactured by Trojan Inc. of Mt. Sterling, Kentucky are acceptable for this 

project.  Acceptable low harmonic CFL electronic ballasts are the Motorola M1 

(or M2)‐CF‐13   (18 or 26)‐(T/B/Q)‐S‐120(277) as required. 

o Experimental Facilities 

 Industrial type fluorescent fixtures with two lamps and 10% uplight, shall be 

used in general areas with ceilings heights up to 25 feet. They shall be equipped 

with 4‐foot T5 rapid start lamps, or 8‐foot T‐8 slimline lamps, depending on the 

desired illumination levels.  The Laboratory's preference for 2‐tube 4‐foot 

fluorescent fixtures is to utilize twin‐tube 4‐foot tandem connected fixtures with 

two (2) ballasts. This permits the use of T5 lamps driven by high efficiency, low 

harmonic ballast ( the Motorola  M2‐IN‐T5‐277 instant‐start version).  The use of 

8‐foot tubes is discouraged. 
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 Industrial type, high intensity discharge (HID) fixtures with 400 watts or 1000 

watts, metal halide (multi‐vapor) lamps, shall be used in high bay areas (above 

25 feet).  All HID ballasts shall be fitted with local fuse protection. 

 Enclosed suspended or surface mounted fluorescent fixtures, normally with one 

or two T5 rapid start lamps, shall be used in stairways and corridors. 

 Where dimming applications are required such as in training and control rooms, 

electronic, high efficiency, low harmonic Lutron dimming ballasts shall be 

specified which are capable of dimming down to 1% of the original lamp level.    

o Underground Enclosures 

 Radiation‐hard fluorescent channel type strip fluorescent fixtures with one or 

two T8 lamps and metallic wire guards, shall be used in tunnels, underground 

enclosures and stairways.  Single‐lamp version used shall be Metalux SS‐132‐

741LSLHTCP‐WG/SS‐4FT with metal guard or equal.   Ballast used in beamline 

enclosures shall be Magnetek 741‐L‐SLH‐TC‐P (magnetic‐core version).  This 

deviation from electronic ballasts to iron‐core is required because of the poor 

longevity of electronic ballasts in radiation areas.  Standard operating voltage is 

277 VAC.  If the magnetic‐core ballast become unavailable, remote ballasting is 

required  using electronic ballasts. 

 In non‐radiated assembly areas of underground enclosures, where there is 

sufficient ceiling height, industrial type fluorescent fixtures with 10% uplight, 

shall be used.  

o Building Exteriors 

 Surface mounted, weather proof, wallpack type fixtures 175 watt metal halide 

lamps, shall be used for perimeter lighting. 

 All fixtures shall have individual photocells and single in‐line fuses. 

 Standard operating voltage shall be 277 VAC.  

o Parking Areas 

 Pole mounted, wide spread type fixtures with 250 watts, 400 watts, or 1000 

watts metal halide lamps, shall be used for parking facilities. 

 All fixtures shall have individual photocells and single in‐line fuses. 

 Standard operating voltage shall be 277 VAC. 

 Parking lot fixtures shall conform to Fermilab standard design pole which is a 

Quality Lighting: 30‐ft,  Anodized black aluminum pole, 6" square, with built‐in 

internal vibration dampners.  Pole Cat # 1 / SQSA‐6S30E‐BC‐BLKA‐VD‐D2180 

(D290 on corner poles), with lamp head(s) 1(2) / SL‐21‐VS‐MH‐400‐BLKA or 

equal.  

o Exit Signs 

 Surface mounted, with stenciled red letters and arrows on white background, 

lighted exit signs shall be provided at required locations for the safe egress of 

general areas. 

 Exit signs shall meet NFPA and OSHA requirements for 90‐minute operation 

during power failure. 



FESS Engineering – Electrical  Lighting  Section 7.3

 

Fermilab FESS Design Guides    Page 5 of 7 
WARNING:  This manual is subject to change.  The current version is maintained on FESS Section website.  Rev. 0, 10/2012 

 Exit signs shall be powered from dedicated 277 VAC branch circuits used for 

EXIT signs alone or may be shared with night light circuits. 

 Exit sign lamps in non‐radiation zones shall normally be red Light Emitting Diode 

(LED) type. 

 Single‐sided cast Aluminum, white EXIT signs shall be Chloride# CXLN1RW 

with internal battery backup and charger circuit. Voltage rating shall be 

277/120 VAC, field selectable.  LED Lamps. 

 Two‐sided cast Aluminum, white EXIT signs shall be Chloride# CXLN2RW 

with internal battery backup and charger circuit. Voltage rating shall be 

277/120 VAC, field selectable. LED Lamps. 

 Pop‐out direction arrows are field selectable. 

 Exit sign lamps in radiation zones ( beamline enclosures) shall utilize dual 

fluorescent or incandescent lamps. LED lamp types and internal batteries are 

NOT permitted.  

 Single‐sided cast Aluminum, white EXIT signs shall be Chloride# RFA1RW * 

with NO internal battery backup and charger circuit.  

*  specify (1) for 120 VAC or  (2) for 277VAC rating. 

(i.e. RFA1RW2 is a 1‐sided sign intended for 277 VAC) 

 Two‐sided cast Aluminum, white EXIT signs shall be Chloride# RFA2RW * 

with NO internal battery backup and charger circuit. 

*  specify (1) for 120 VAC or  (2) for 277VAC rating. 

(i.e. RFA2RW1 is a 2‐sided sign intended for 120 VAC) 

 Pop‐out direction arrows shall be field selectable. 

D. Emergency Lighting 

o Emergency lighting shall be provided for life safety in general areas, corridors, stairs, 

and exit doorways. Emergency lights shall provide a minimum of 90‐minutes 

emergency power for safe egress illumination. 

o Emergency lighting can be powered from wall‐mounted battery packs, such as the 

Dual‐Lite ML7E or fluorescent fixtures powered by generators, or battery pack 

driven inverter systems.   

E. Lamps:  Lamps used for specific lighting applications shall be selected with the criteria of 

energy efficiency, color rendition and life expectancy, in general the following types of 

lamps shall be specified: 

o T5 rapid‐start lamps, rated 28 W maximum, nominal length of 45.2 inches (1150 

mm), 2900 initial lumens (minimum), CRI 85 (minimum), 4100K CCT, and average 

rated life of 20,000 hours unless otherwise indicated.  Use Phillips F28T5 ALTO, 

4100K lamps or equal. 

o High Intensity Discharge (HID) shall be metal halide (multi‐vapor), mogul base, and 

clear.   

F. Ballasts 
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o Ballasts for fluorescent lighting shall be energy efficient, high power factor, QM 

approved. For fluorescent fixtures they shall be Motorola electronic type, (instant 

start versions only). 

o All ballast equipped fixtures shall have individual in‐line fuses in the energized leg.  

The in‐line fuses shall be located in the fixture housing except for parking lot or 

roadway pole light fixtures, in which case the in‐line fuses shall be located in the 

hand‐hole junction box at the base of the fixture. 

o 3‐lamp/4‐lamp ballasts shall not be specified.  Instead, two 2‐lamp instant ballast be 

used.  This eliminates the requirement to stock specialty ballasts as spares. 

o Wherever possible 3‐lamp and 4‐lamp fixture design should be avoided.  When 

higher light levels are required, dual ballasts should be considered. 

G. Voltage 

o Voltage for lighting loads shall be 277 Volts, 1�, unless that voltage is not available, 

in which case 120 Volts, 1�, shall be used.   

H. Light Fixture Switching 

o Manual Switching shall be provided by the installation of single pole 20 Amp, 277 

volt rated, wall mounted switches or by single pole, 277 Volts, molded case breakers 

(for night lights only), installed in lighting panels and UL approved for switching of 

lighting loads (SW labeled).  3‐way and combination 3‐way/4‐way switch 

combinations shall be used as required for multiple entry points.  Normal lighting 

shall not be switched ON/OFF from panelboard locations. 

o Automatic Switching shall be provided for large office buildings or general areas and 

it shall be in the form of timers or low voltage computer controlled systems with 

manual override. 

o Photocell Control shall be used for all outdoor floodlights and parking areas fixtures. 

o Occupancy Sensor Controlled units shall be used whenever practical.  Combination 

ultrasonic/infrared heat sensing versions should be selected.  Wattstopper is 

Fermilab's current standard.  Switch/sensor series controlled combinations are 

acceptable.   

I. Stroboscopic Effect 

o Stroboscopic effect is noticeable in moving objects when HID lamps are used to light 

general areas, to minimize this annoyance, fixtures shall be powered from 3�, AC, 

lighting branch circuits, and they shall be wired in such a way that NO two 

consecutive fixtures will connected to the same phase.   

J. Lighting Calculations 

o Lighting calculations are beyond the scope of this design criteria, however 

depending on the areas to be illuminated: indoors or outdoors, calculations shall be 

made and luminaries selected by using the Zonal‐Cavity Method, Point‐by‐point 

Analysis, or Lumen Method.   

K. Lighting Design General Guidelines:  The following general guidelines shall be used on 

the design of lighting systems: 

o For Fluorescent Fixtures: 
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 If they are surface mounted, the spacing between rows of fixtures shall be less 

than 1.6 of the mounting height of the fixture. 

 If the fixtures are recessed, and are installed in single rows or in single units 

single spaced, the spacing between rows of fixtures shall be less than 1.3 of the 

mounting height, with 2 or 4 feet between fixtures lengthwise. 

 When high levels such as 150 to 250 foot candles are sought, solid rows of 

wraparounds or recessed fixtures shall be installed. 

 For low levels use a diamond pattern when installing the fixtures. 

 Compact CFL’s lamps with built in micro‐chips  are acceptable for this project.  

Any CFL selected for spot or down lighting shall utilize 4100°K or 6500°K having 
a total harmonic current distortion  (THID) of less than 10% and a CRI index 

greater than 80. 

o For HID Fixtures: 

 Use a SC (Spacing Criterion) so that the S/MH (Spacing to Mounting Height) ratio 

is 0.3 to 0.5 than the rated SC of the luminaire. 

 Always use in‐line single fuse holder at the fixture to ensure that a single 

defective ballast will not take‐out a string of fixtures. 

 Always specify borosilicate glass, hinged lens covers for all HID fixtures.  Lens 

covers guard against hot metal and glass falling on people below when some 

lamps fail.  Borosilicate glass filters out some levels U.V.   

o For Aisle Space Lighting with high stacks on both sides, like in storage areas, mount 

luminaries no higher above the stacks than a distance equal to half the aisle width. 

o If Reflectances Are Unknown, use 30% for walls, 30% for ceilings and 20% for floors. 

o Auxiliary Lighting Contactors.  Where specified on drawings, auxiliary lighting 

contactors shall be Square‐D Class 8903, Type L with number of poles and coil 

voltage as required. 

o Lighting access shall be maintained for re‐lamping, ballast replacement and other 

maintenance when all program and process equipment is installed and operational. 
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Basis of Design 

This section applies to the low voltage power distribution system. 

1.0  Scope 

A. This section implies to low voltage. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

 

2.0  Design Criteria and Evaluation 

A. Design Requirements  
o Power monitors shall be Square‐D PM820 with Ethernet communications card 

or current updated model. 

o Power monitors shall be located on a panel or hinged cover plate which can be 

swung open to allow access to the rear terminal connections. 

o Wire terminal connections shall be made using ring‐tongue connectors only.   

o Wire color code types shall follow color coding standard. 

o Wire shall be stranded copper #12 AWG minimum. 

o All wiring shall be neatly cable laced and conductors identified with number tags 

on all terminations which conform to the drawings. 

B. Isolation 
o A safety means of isolating the voltage shall be provided which permits the safe 

removal of the power monitor from energized conductors when necessary for 

maintenance or equipment removal.  
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o A voltage isolating breaker or isolating safety disconnect switch shall be used to 

remove all exposed AC voltages (greater than 50‐volts) to workman when 

performing service on the equipment.  Either of the two (2) options below will 

suffice: 

 ISOLATING CIRCUIT BREAKER from panelboard or system being 

monitored shall be used.  Provided the breaker is capable of LOTO. 

 A commercial grade isolating safety disconnect switch may be used and 

located inside or adjacent to the power monitor cell.  Disconnect switch 

shall open all voltage conductors and be capable of LOTO. 

o An AVO International isolating switch, Catalog # 210‐IW shall be used as an 

isolating shorting switch for the current transformers and a second isolating 

switch for the voltage conductors.  The isolating switch shall be mounted in a 

manner that the switches swing downward to open. 

C. Safety  
o Appropriate nameplates are required to indicate that only authorized personnel 

are permitted to work on the system.   

o A laminated safety procedure sheet shall be affixed to the interior indicating the 

operating procedure for using the isolating/shorting block. 

o Auxiliary safety measures, such as padlock and hasp are acceptable as additional 

safety protective barriers. 
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Basis of Design 

This section applies to the medium voltage power distribution system. 

1.0  Scope 

A. The medium power distribution 13.8 kV, 3‐phase, 3‐wire, low resistance grounded wye 

system.  All new services shall be connected to this system. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers Codes/Standards, but no limited to: 

a. National Electric Safety Code 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

a. NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

 

2.0  Design Criteria and Evaluation 

A. Medium voltage cable systems are standardized jacketed, EPR insulated, aluminum with 

copper concentric neutral  500MCM, #4/0 and #2/0.   

B. Service conductor ductbanks shall be concrete encased and provided with spare cells for 

future services or cable replacements.   

C. Conduits for medium voltage installations are rigid steel in buildings and street 

crossings; for direct buried or concrete encased applications, schedule 80 PVC or HDPE 

pipe may be used.  Medium voltage cables shall not be direct buried.   

D. Termination and pulling vaults for medium voltage distribution shall be 7‐feet depth x 

10‐feet width x 10‐feet in length. 

E. All cabling in vaults and manholes shall have fire wrapping. 

F. Grounding systems shall be provided for all primary distribution ductbanks, utility 

tunnels, manholes, pulling vaults, transformer pads, switch pads, etc. 

G. Pad mounted switches shall be S&C model PMH, live front equipment. 
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3.0  Installation, Fabrication, and Construction 

A. Do not use cable link boxes for new 13.8 kV splices, connections, and taps. 

B. Medium voltage cable splices and connections are often in tunnels and manholes open 

to non‐electrical workers.  This requires that splices have protective covers and junction 

boxes have protective cages. 

C. If new projects interface with power that originates from end of life electrical 

distribution equipment, the project shall evaluate and replace end of life equipment as 

directed by project management.  Examples of such are: Oil switches should be replaced 

with air switches. 
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Basis of Design 

This section applies to the design and installation of motors. 

1.0  Scope 

A. Motors shall be energy efficient and conform to the following, unless more stringent 

requirements are found in National Electric Code. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

a. NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Motor Control Centers 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

2.0  Design Criteria and Evaluation 

A. General Requirements: 

All AC motors shall be energy efficient, general use, constant load, and shall be rated 

according to the following classification: 

o AC Motors over 10 HP to 350 HP shall be rated 460 Volt, 3ɸ, 60 Hz. 

o AC Motors over 350 HP up to 500 HP shall be rated 460 Volt or 2300 Volt, 3ɸ, 60 Hz, 

depending on the location of the motor relative to the source of power and on 

voltage dips during starting. 

o General Purpose, 3ɸ, AC motors, shall be squirrel cage induction type, Nema Design 

B for normal torque applications, continuous duty, with Nema Class F insulation, 

1800 RPM maximum speed, 40C ambient. 

o General Purpose, 1ɸ, AC motors, shall be capacitor start, continuous duty, with 

Nema Class F insulation, 1800 RPM maximum speed, 40C ambient. In general, 

o AC motors for outdoor or indoor environments containing dust, dirt, water, etc. 

shall have totally enclosed fan‐cooled (TEFC) type enclosures. 

o Medium Voltage AC Motors (2300 Volt and above) shall have drip‐proof type 

enclosures for installation on indoor clean areas and weather protected Type II 

enclosures for outdoor installation. 
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o VFD Duty Motors shall be fitted with grounded shaft kits that include ground rings 

and insulated bearings to eliminate premature bearing wear. 

B. Service Factor: 

o General Purpose, drip‐proof, AC, 60 HZ, motors shall normally have the following 

Nema service factors:  

 1/2 HP through 200 HP= 1.15 

 250 HP through 500 HP= 1.0  

o Totally Enclosed Fan‐Cooled (TEFC) motors shall normally have a service factor 

conforming to the values shown in #1 above. 

C. Motor Starting: 

o Normal Starting Method for squirrel cage, induction type, polyphase motors shall be 

full voltage across‐the‐line.   

o If An Analysis Of The Application indicates that full voltage starting cannot be used 

and that the starting current, must be limited, either because of the construction of 

the motor, nature of the driven equipment, or limitations of the power system, 

reduced‐voltage starting must be used. 

o When Starting Current Restrictions are unusually severe, a solid state soft‐start type 

of motor starter shall be specified.  

D. Variable Frequency Drives: 

o To minimize harmonic generation into the supply system, 12‐step PWM VSD 

inverters shall be specified.  Alternate methods to mitigate harmonic distortion can 

also be selected pending economic considerations. 

o A manual bypass, automatic bypass, or redundant drive means shall be considered 

for every application.  For critical‐load VSD drive applications, all design reviews 

shall review failure modes and how backup operation can be accomplished. 

o VSD startup operations involve a degree of complexity and adjustment to match the 

drive with the load.  Therefore, all projects shall require a factory trained field 

technician to be present for startup and checkout of new VSD inverters. 

o To minimize VSD undervoltage and nuisance voltage trips, mitigation methods shall 

consideration for every application.  This may be accomplished by specifying VSD’s 

with sufficient voltage tolerance ranges, surge/transient suppressors, or appropriate 

isolation transformers may be utilized. 

o Wherever possible, VSD’s specified shall consider field service response 

requirements, Fermilab technical staff training needs, and attempt to maintain 

consistency with Fermilab’s spare parts inventory.  

E. Motor Phase‐Loss And Overload Protection: 

o Phase‐Loss Protection 

 Motors shall be protected against phase‐loss or phase under‐voltage conditions.   

o Overload Protection 

 Motors shall be protected against excessive heating due to overloads or failure 

to start by means of motor and branch circuit overload protection.   
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 In general, overload protection for continuous duty motors shall be as 

determined from NEC. 

 Motors with Service Factors that exceed 1.0 can be safely operated within the 

motor’s service factor range on a continual basis or as determined from NEC.  

F. Combination Motor‐Starter With Disconnects 

o Combination motor‐starter disconnects shall NEMA 1 rated for indoor use and 

NEMA 3R rated for outdoor usage.  In corrosive atmospheres, NEMA 4X (stainless 

steel) shall be used. 

o Circuit breakers shall be MCP rated with adjustable trip settings.  All breakers shall 

have a minimum interrupt rating of 65 KAIC. 

o Overload heater sizes by design shall not exceed 100% of the FLC rating of the 

motor. Overload selection shall be based on the motor nameplate full load current.  

In special post‐installation field situations where motor load dynamics change 

requiring higher rated overload protective devices, replacement overloads shall not 

exceed the maximum ratings noted by NEC 430‐32. 

o A minimum Size‐1 starter shall be used.  All Advantage starters shall come equipped 

with a remote monitoring Pony connection.  Advantage Freedom starter line shall 

NOT be used. 

o Control transformers for 120 VAC circuits shall have sufficient capacity to operate 

the starter contactor and auxiliary devices connected to it, with 50% reserve load 

capacity.  The secondary of the transformer shall be grounded at the X2 terminal 

using a “GREEN” conductor secured to the chassis ground with a ring‐tongue 

compression lug.  Individual secondary fuse protection shall be mounted “ON” or 

“PROXIMAL” to the transformer. 

o Unless specified otherwise, motor starter controls shall include one (1) red 

“RUNNING” indicating light, one (1) green “OFF” indicating light, one (1) “MANUAL‐

OFF‐AUTO” control switch or “ON‐OFF” pushbuttons, and two (2) normally‐open 

(NO) and two (2) normally‐closed (NC) auxiliary contacts. 

o Control wiring shall have wire marker tags at all terminations to identify  wiring per 

control schematic. 

o Nameplate on enclosure door shall indicate “APPARATUS CONTROLLED”, “VOLTAGE 

RATING”, and “FED FROM” data of the power circuit used. 

o Nameplates shall be fastened using stainless steel screws or rivets.  Sharp or 

protruding screw/rivet fastener edges will be removed or ground flush with surface. 

o Embedded vibration analysis sensors for motors over 25 HP. 
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Basis of Design 

This section applies to the design and installation of motor control centers. 

1.0  Scope 

A. Motor control centers typically for feeding fans and pumps. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

a. NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Motors 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 
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2.0  Design Criteria and Evaluation 

A. General Requirements: 

All Motor Control Centers shall meet the following general requirements: 

o Be free standing with normal access from the front. 

o Conduit access shall be from the top, bottom, and sides. 

o All copper main power bus distribution shall be in a non‐readily accessible rear 

portion of the MCC unit.  Main bus bracing shall be a minimum 65 KAIC. 

o The horizontal main power bus shall located in the upper or top portion of the MCC. 

o All copper vertical power bus section shall be braced for a minimum 65 KAIC. 

o All copper neutral and ground bus bars shall be located in the bottom portion of the 

MCC and braced for 65 KAIC. 

o Cable (load and control) routing sections are normally accessed at the front of the 

MCC in easy to remove sections at the top and the bottom of the MCC, and by right‐

hand side hinged covers which run from top‐to‐bottom as viewed from the front.  
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Basis of Design 

This section applies to nominal voltage and phase rotation. 

 

1.0  Scope 

A. The normal power is distributed from the substations through enclosures and 

underground ductbanks.  This section implies to the nominal voltage and phase rotation. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

a. NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 
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Design Criteria and Evaluation 

A. Nominal Voltage:  System design shall specify and utilize the following nominal voltages. 

o Medium Voltage: 13.8 KV and 4.16 KV 

o Low Voltage: 

 480/277 VAC polyphase, 4‐wire system with ground 

 208/120 VAC polyphase, 4‐wire system with ground 

 240‐120 VAC single phase, 2 or 3 wire systems with ground as required 

B. Phase Rotation Sequence: 

o Phase Relationships In AC Electrical Power Distribution 

o All three phase AC power distribution throughout the Laboratory shall conform to 

the positive phase rotation convention.  Positive phase rotation shall be understood 

as Phase A ‐> Phase B ‐> Phase C, where Phase B lags Phase A and Phase C lags 

Phase B. 

o The voltage phasor diagram and time‐based voltage waveforms of the three phase 

AC electrical power distribution system are illustrated in Figure 1 as reference. 
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øA

 

Figure 1  ‐  Three Phase Phasor Diagram and Time‐Based Waveforms 

o The phase position of all electrical conductors entering electrical distribution 

equipment such as breakers, switch gear, and distribution panels viewed with 

respect to the front of principal control face shall be Phase A, Phase B, Phase C from 

left to right, top to bottom, or front to back.  Where no principal control face is 

discernible, the electrical conductor most nearly north or east shall be Phase A. 

o Phase Rotation In Switchboards And Panelboards: 

 Phase rotation sequence shall be A‐B‐C left‐to‐right, from top‐to‐bottom, front‐

to‐back or in a clockwise fashion as viewed from the front looking at the device 

under consideration. 
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 In general, switchboard and panelboard load distribution circuit breakers shall 

be A‐B‐C top‐to‐bottom whether viewing the left side or right side of the 

panelboard.  Care should be noted during the design phase that some 

panelboard arrangement schemes differ on the left side, providing C‐B‐A phase 

sequence from top‐to‐bottom which differs from the A‐B‐C sequence on the 

right hand side.  Ideally, the left and right hand phase rotations should both be 

A‐B‐C from top‐to‐bottom.  Any deviations to normal A‐B‐C phase sequences 

due to hardware configuration should be carefully noted on drawings and on 

the equipment (i.e. utilize descriptive labels on panelboard doors, etc.). 

 Some examples of various modes of entry of three phase power into most 

electrical equipment are illustrated in Figure 2.  Due to the inherent unique 

design of Square‐D I‐Line™ panelboards, entry to these panels and their 

associated circuit breakers is an exception to the standard form of entry and is 

separately detailed in Figure 2. 
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Standard Entry for Most Equipment 
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øA øB øC  

Standard Entry for Square‐D  I‐Line Panels 

Figure 2  ‐  Three‐Phase Power Entry Into Electrical Distribution Equipment 

(As Viewed From Front) 

 Some switchboards have incoming bus networks arranged from front‐to‐back.  

For such configurations, the phase rotation sequence shall be A‐B‐C from front‐

to‐back. 

o Phase Rotation In Disconnects, Starters, Power Supplies, Ups Units And Other Misc. 

Equipment: 

 Disconnects, motor starters, power supplies, UPS units, and specialty utilization 

load devices shall be connected for A‐B‐C phase rotation left‐to‐right as viewed 

from the front. 
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 480/277 and 208/120 polyphase receptacles (including welding outlets) shall be 

connected so the phase sequence is clockwise A‐B‐C as viewed from the front of 

the receptacle and beginning with the first pin after the neutral pin.  Neutral 

pins are normally arranged as the top pins.  

C. Phase Rotation Alignment And Color Coding: 

o Phase Alignment begins at the substation level. 

 Care shall be taken during the design stages and installation phase of work to 

align all PHASE‐A connections with the source supply from the highest element 

(13.8KV source) down to the lowest load element (utilization device disconnect 

or starter) even while passing through step‐down transformer stages.  Phase 

rotation alignment shall be verified at all stages of power distribution 

BEGINNING at the 13.8 KV distribution level and cascading downward to the low 

voltage load distribution level. 

 Design drawings and specifications for shall clearly address the issue of phase 

rotation, sequence, alignment, and conductor color code identification on all 

new projects. 
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Basis of Design 

This section applies to the design and installation of raceways. 

1.0  Scope 

A. The power system raceways, including underground duct banks, at Fermilab. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

D. Fermilab’s ES&H Manual (FESHM) 

o Chapter 5043, Management and Use of Cable Tray System 

o Chapter 6040.3, Fire Stops for Cable Penetractions 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

C.  Facilities Engineering Services Section Design Guide – Fire Alarm 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

 

2.0  Design Criteria and Evaluation 

A. Underground Duct Banks: 

o General: Underground duct banks are non‐metallic conduit runs encased in a 

concrete envelope and installed outdoors between manholes, buildings, 

outdoor substations or similar structures. Underground duct banks shall be as 

follows: 
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o Duct Type: Polyvinyl Chloride (PVC) Type EB (encased burial) as manufactured 

by Carlon.   Use type EB‐35.  For under roadway applications, reinforce with 

minimum of three (3) staggered rebars.  Rebars should extend a minimum of 

ten (10) feet beyond edge of roadway.  For electrical ductbank sections running 

parallel to roadways, those sections within ten (10) feet of the roadway (or 

sections likely to have parked vehicles on shoulders) should be similarly rebar 

enforced. 

o Duct Offsets: Not more than 5 at any coupling. 
o Duct Horizontal Bends: Radii not less than 36‐inches.  

o Distance Between Pull Points: 

  Total Degree      Maximum Distance 

  of Bends            Between Pull Points 

  0‐ 45      600 feet 

  45‐ 90      300 feet 

  90‐ 180      200 feet 

  180 ‐ 270      150 feet 

 

o Minimum Duct Slopes: Three (3) inches per 100 feet from building to manhole, 

manhole to manhole from high point between manholes in both directions. 

o Duct Joints: Use solvent or adhesive recommended by manufacturer and 

stagger joints. 

o Duct Spacing: Two (2) inches minimum between walls of adjacent ducts. 

o Duct Spacers: Manufactured plastic spacers placed at five (5) foot intervals and 

staggered approximately six (6) inches. Use Underground Devices Inc., spacers  

(Cat No. 5W20‐2) or an approved equivalent. 

o Duct Risers: Same material as ducts, 90elbows, thirty‐six (36) inches minimum 

radius for 4 inch and 5 inch ducts. 

o Duct Terminations: 

 End bells flush with manhole walls. 

 Flush with top of substation concrete pad. 

 Three (3) inches above finished floor. 

o Concrete Envelope: 

 Three (3) inches all around the duct bank. 

 Encasement concrete proportioned and mixed to produce a 28‐day strength 

of 2,500 psi. 

 Dyed red by adding red oxide on top when concrete is still wet. 

 Steel reinforced at locations of extremely heavy traffic. 

o Duct Bank Earth Cover: 
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 Twenty‐seven (27) inches minimum from finished grade to top of concrete 

envelope. 

 Use only Fermilab approved granular material for trench backfilling. 

 For electrical raceways, red plastic construction tape marked "ELECTRIC" 

should be placed on top of sand cover before earthen backfill. 

Communications ductbanks shall use similar construction and be identified 

utilizing a similar tape with the wording COMMUNICATIONS”. 

o Spare Ducts: Minimum of 20% in each duct run. 

B. Underground Conduit Banks:  Underground conduit banks are metallic conduit runs 

encased in a concrete envelope and installed in or below the floor slab within the 

perimeter of the building. Underground conduit banks shall be as follows: 

o Conduit Type:   Intermediate  Metallic Conduit.(IMC). Allied IMC or approved 

equal. 

o Conduit Size:  One (1) inch minimum. 

o Conduit Bends:  No more than three (3) 90 bends (270 total) between pulling 
points such as boxes, fittings, etc. 

o Radius of Bends:  As shown on Table 346‐10 of the NEC. 

o Maximum Conduit Straight Runs: 300 feet between pull points. 

o Minimum Spare Conduits:  Approximately 20% of the same size as the largest 

conduit in the bank. 

o Conduit Risers:  Three (3) inches above finished floor threaded and protected 

with capped bushings. 

 

C. Exposed Conduit: 

o Types: Rigid hot dipped galvanized steel, Intermediate Metallic Conduit (IMC), 

or Electric Metallic Tubing (EMT) for 120/208V circuits. 

o Approved Sizes: ¾” minimum for RGS, IMC, and EMT.  Exception for fire and 

communications applications will permit use of minimum ½” EMT. 

o Bends: Radius as shown on Table 346‐10 of the NEC. 

o Runs: 

 Straight: 250 feet maximum. 

 With the equivalent of two 90bends; 200 feet maximum. 

 With the equivalent of three 90bends; 150 feet maximum. 

o Type of Supports: Conduit clamps or galvanized "U" bolts. 

o Distance Between Supports: To comply with Article 346‐12 of the NEC. 

o Clearances: At least twelve (12) inches from hot water lines, steam pipes, etc., 

and 1/4 inch from walls or ceiling. 

o Terminations: 

 Locknuts on both inside and outside of indoor/dry usage sheet metal 

enclosures.  All bushings shall have insulated throat inserts. 
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 Rigid steel and IMC applications used for outdoor or wet applications shall 

use threaded conduit hubs with o‐ring seal, insulated throat, and bonding 

locking nut.  Zinc plated, malleable‐iron , dichromate dipped construction. 

Appleton HUB‐100MB or equal. 

 Steel flexible conduit (Greenfield) or PVC jacketed (liquid tight) flexible 

conduit depending on environment, eighteen (18) inches to thirty‐six (36) 

inches long (maximum) at motors, dry‐type transformers, limit switches, 

solenoids, etc., with compatible insulated throat conduit fittings. 

o Couplings: 

 Rigid and IMC conduit couplings shall be standard hot‐dipped, 

galvanized/zinc‐plated couplings furnished by conduit manufacturers.  

Union couplings shall be malleable‐iron 3‐piece, Appleton EC‐100 or equal. 

 EMT conduit couplings shall be malleable cast iron compression‐type.  

Appleton NTCC‐100 or equal. 
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Basis of Design 

This section applies to the design and installation of receptacles. 

1.0  Scope 

A. Receptacles are installed at convenient locations throughout the power distribution 

system to provide a means of connecting temporary loads or electrical equipment that 

normally is equipped with a cord and plug by the manufacturer. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

 

1.2  Related Sections 

 

A.  Facilities Engineering Services Section Design Guide – General 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

 

2.0  Design Criteria and Evaluation 

A. General:  Receptacle boxes shall not be used as junction boxes for other circuits, such as 

lighting or other branch loads. 

B. Types: The type of receptacle to be installed depends on the equipment to be used at 

the location, in general, the following types are specified: 

o Convenience Receptacles, these are normally 1ɸ, 2 Pole, 3‐wire grounding, 20 

Amperes, 125 Volts AC, duplex receptacles (Hubbell 5362); and are installed in 

offices or general areas to provide power for cord and plug office equipment such as 

typewriters, personal computers, portable power tools, task lights, etc. 

o Power Receptacles, are normally 120/208 volt 3ɸ, 5‐wire grounding, 20 or 30 

Amperes, 250 Volts AC rated, single receptacles [Hubbell 3520 (20 Amp) or Hubbell 

45805 (30 Amp)].  These power receptacles are installed in experimental areas to 

provide power for vacuum pumps or small power supplies. 

o Welding Receptacles, these are normally 3ɸ, 3 Pole, 4 wire grounding, 60 Amperes, 

600 Volts AC, single receptacles (Crouse‐Hinds AR 632); and are installed in 

experimental areas to provide power for welders and medium size power loads such 

as large size portable heaters or battery chargers. 
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o Isolated Ground, these are similar to general purpose convenience receptacles, 

single or duplex type, 1ɸ, 2 Pole, 3 wire grounding, 20 Amperes, 125 Volts AC, but 

with the ground contacts isolated from the mounting strap by an insulating barrier. 

This type of receptacle is clearly marked with an orange color triangle in the face of 

the receptacle or it will be totally orange colored and shall be used for sensitive 

electronic equipment where a "pure" ground is a most. Hubbell lG‐5361(single) or 

IG‐5362 (duplex) 

o Ground Fault Circuit Interrupter, these are general purpose duplex type 

convenience receptacles similar as type 1, but equipped with ground fault 

interrupter protection and shall be used on wet locations such as wash‐rooms and 

locker‐rooms, and also outdoors; unless the branch circuit breaker protecting the 

receptacles in those locations is of the ground fault circuit interrupter type. Hubbell 

GF‐5362. 

o 120‐VOLT Surge Suppression cord and plug strips are normally used to protect 

sensitive electronic equipment such as personal computers from transient voltage 

surges.  Due to a number of smoking and fire damaged MOV suppressor versions, 

suppressor strips utilizing Metal Oxide Varistors (MOV) are prohibited.  New 

“suppressor style” receptacle strip units shall use Silicon Avalanche Diode (SAD) 

technology which has an inherently long life and a very fast response time.  Units 

specified for this purpose shall be Transtector.  These units incorporate a protective 

circuit breaker and are 15‐amp rated at 120 VAC. 

o 120‐VOLT multiple receptacle cord and plug power strips are intended for non‐

computer, non‐electronic loads such as drill and other utility loads.  These units 

incorporate a protective circuit breaker and are 15‐amp rated at 120 VAC.  

C. Grounding 

o All Receptacles shall be grounded by connecting the green colored insulated 

grounding conductor carried with the branch circuit to the green grounding screw in 

the receptacles.  

D. Face Plate 

o All Receptacles shall be protected by a metallic face plate made of stainless steel. 

o Each Receptacle shall be marked with the identifying code of its source panel and 

breaker, with an engraved plastic tape 3/4" size. Red tape with white lettering  shall 

be used for all AC voltages 250 Volts and above, while brown tape (with white 

lettering) shall be used for AC voltages below 250 Volts. FED FROM tapes shall 

indicate the full panel designation, the circuit breaker number and the voltage.  

Character height shall be a minimum 3/16".   
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o All FED FROM labels shall be readily visible from the FRONT of the receptacle.  It is 

understood that during installation and wire pulling stages, electricians prefer to 

label the tops of boxes, however after final cover plates are installed, they must 

contain the “front visible” recognized FED FROM label as noted by this section.  A 

sample should read: “ 120VAC, PP‐WH2‐1, BKR #12”  The words “BKR” or “CKT” are 

meant to imply “BREAKER” or “CIRCUIT” for the purposes of LOTO isolation during 

service periods.  

E. Phase Connection 

o Each Receptacle shall be connected in accordance with standard practice 

established by the NEC or Nema Standards see Nominal Voltage and Phase Rotation 

Design Guide. 

F. Overcurrent Protection 

o A Single Receptacle installed on an individual branch circuit shall have an ampere 

rating of not less than that of the branch circuit. 

G. Connected Loads 

o In General the cord and plug supplied by a receptacle shall not exceed 80% of the 

receptacle rating. 

o For 20 AMP, 120 VOLT, convenience receptacles, the estimated load for each 

receptacle shall be 180 VA, therefore a maximum of 10 of this type of receptacle 

shall be connected on a 20 Amp branch circuit.  Use Hubbell No. 362 or equal. 

o A Maximum Of six 20 or 30 Amp, 3�, power receptacles shall be connected on a 20 

or 30 Amp branch circuit.  Use Hubbell Cat. No. 3520 or equal. 

o For Welding Type Receptacles, a maximum of four shall be connected on a 50 Amp 

branch circuit.  Welding receptacles shall be part of  combination 

disconnect/receptacle assembly.  This feature provides local shutoff for each 

receptacle as a safety feature when plugging/un‐plugging welder extension cords.  

Use Crouse‐Hinds Arktite Welding receptacle with enclosed safety switch (Cat # 

6424).  The use of isolated welding receptacles fed directly from a panelboard 

breaker is discouraged.  

H. Special Case Of Quad Receptacles: 

o Where Quad‐duplex receptacles are used, they shall be installed in 3‐unit cast boxes 

(Crouse‐Hinds cast device No. FD039  or equal) with stainless steel cover plates 

(Pass & Seymour No. 430S/S or equal). 

o Quad‐duplex receptacles sharing the same 3‐unit cast box shall be fed from two (2) 

different circuit branches out of the same panelboard.  This distributes load currents 

and offers power redundancy.  Each circuit shall have its own separate neutral 

conductor from the panelboard.  The equipment ground conductor may be shared 

by the two receptacles.  

o Quad‐duplex receptacles with associated single‐gang  3‐phase, volt receptacle are 

typically mounted 12” above floor level.  120/208 
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o Each Quad‐Duplex Receptacle shall be marked with the identifying code of its source 

panel and breaker, with an engraved plastic tape 3/4" size. Red tape with white 

lettering  shall be used for all AC voltages 250 Volts and above, while brown tape 

(with white lettering) shall be used for AC voltages below 250 Volts. FED FROM 

tapes shall indicate the full panel designation, the circuit breaker number and the 

voltage.  Character height shall be a minimum 3/16".  All FED FROM labels shall be 

readily visible from the FRONT of the receptacle.  It is understood that during 

installation and wire pulling stages, electricians prefer to label the tops of boxes, 

however after final cover plates are installed, they must contain the recognized FED 

FROM label as noted by this section.  

I. Wall Mounted Multi‐Strip Receptacles: 

o In lieu of surface mounted or embedded conduit raceways, manufactured multi‐

receptacle raceway strips are permitted which incorporate single phase or 

polyphase branch loads.  Polyphase branches shall carry independent neutrals for 

each phase branch.  Equipment ground conductors may be shared. 

o Multi‐receptacle surface‐mounted receptacle strips shall be Wiremold 4000 series 

strips and may include isolated sections for telephone and data cables.  

J. Installation Constraints: 

o Where receptacle boxes in one room are branched to receptacle boxes in another 

room, back‐to‐back feed entry is prohibited since this can become a raceway for fire 

entry from room‐to‐room.  A minimum interconnect nipple distance between such 

boxes shall be X‐feet. 

o Receptacles are normally spaced 12” above the floor grade, but special case 

elevations may vary as the needs require it. 

o Taps from receptacle branches to "other" loads is prohibited.  For example, it is NOT 

permissible to add a nearby unit heater fan to a dedicated receptacle branch circuit.  

The unit heater requires its own separate branch. 

o Separate branch circuits to other loads shall not use the receptacle box as a feed‐ 

through point, thereby using the receptacle box as a convenience junction box.  

o Convenience outlets should be located within 50 feet of equipment. 
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Basis of Design 

This section applies to the design and installation of safety switches. 

1.0  Scope 

A. Safety switches typically used ahead of equipment. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

a. NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – General 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

 

2.0  Design Criteria and Evaluation 

A. General Requirements:  Safety switches used in the 480/277 Volts and 208/120 Volts 

systems and shall be installed, ahead of the following equipment: 

o On Motor Branch Circuits when a combination starter is not used to disconnect both 

motors and controllers from all ungrounded supply conductors. 

o In Sight From Motors when installed outdoors or when combination starter or 

branch circuit protection does not have lock‐open provision and is not in sight or 

more than 50 feet away from motor. 

o 0n Feeders for overhead cranes, at a readily accessible ground floor location   with 

the enclosure painted yellow with black stripes for quick identification. 

o In Sight And In Close Proximity To Unit Heaters or duct heaters, when they are not 

provided with built‐in disconnects. 

o In Sight And In Close Proximity To HVAC Equipment when such equipment does not 

have factory installed disconnects. 

o On Feeder Taps for overcurrent protection. 

o Single‐Phase Unit Heaters rated for 120, or 240 volt operation may use motor‐rated 

single‐phase switches with integral motor overload protection as disconnect 

switches if equipped with padlock provision.  Use Square‐D Class 2510/2512 Type F 

switches with Handle Guard/Lock Off feature. 
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o At Equipment:  A means for isolating the specific piece of equipment electrically and 

mechanically shall be provided so that multiple pieces of equipment do not have to 

be shut down to remove/replace or service a single piece of equipment. 

B. Ratings: Safety switches shall be rated as follows: 

o Type: Heavy duty. 

 All safety switches shall come equipped with factory installed ground kits. 

 When safety switches include neutral conductors they shall come equipped with 

factory installed isolated neutral kits. 

C. Special Requirements:  Safety switches shall be provided with the following features: 

o Visible blades. 

o Switches shall have quick‐make and quick‐break, operating handle and mechanism 

which shall be an integral part of the box, not the cover. 

o Padlocking hole size shall accommodate at least one (1) 5/16” padlock. 

o Switches shall have cover interlocking provisions to prevent unauthorized opening 

of the switch door in the ON position. 

o Switches shall meet Federal specification W‐S‐865c and NEMA Standard KSl‐1983. 

o Switches shall be horsepower rated and UL listed, when intended to be used as 

disconnects for motors and controllers. 

o Fused switches when used to protect specified critical electrical equipment or 

branch circuits, shall be provided with blown fuse indicators. 

o Switches shall have a withstand rating larger than the available short‐circuit current 

of the system. 

o Switches shall be load break rated by UL. 

o Safety switches shall be industrial grade sheet metal, except where corrosive or 

ambient conditions require a special enclosure material. 

o Safety switches shall contain a legend plate to identify what load it protects/isolates 

and another I.D. plate to identify where it is fed from (i.e. panel and breaker 

number). 

o Provision shall be supplied for copper neutral bar (when required) and equipment 

grounding lug.  Mounting hardware shall not be used as a connection point for 

equipment ground connections. 

D. Fusible Switches:  In addition to the requirements listed above, fusible switch selection 

shall be based on the following: 

o System voltage. 

o Fuse ampere rating. 

o Available fault current. 

o UT fuse class ( Class R preferred). 

o Screw‐in Edison base fuses are not permitted. 

o Time delay fuses are acceptable (use Bussman or approved equal). 

o Shall not be residential or commercial grade rated. 

o Shall use required identification nameplates. 
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E. Manufacturer Requirements:  Electrical safety disconnect switches, fusible or non‐

fusible versions, shall be Square D (manufacturer), heavy duty rated and consistent with 

Fermilab's standard spare parts inventory as noted below: 

o Nema 1 Heavy Duty    Square‐D Class 3110, Catalog Number H361 or equivalent 

based on load amp requirements. 

o Nema 3R (Rainproof) Heavy Duty    Square‐D Class 3110, Catalog Number H361 RB 

or equivalent based on load amp requirements. 

o Nema 12 (Oiltight/Dustight) Heavy Duty    Square‐D Class 3110, Catalog Number 

H361 AWK or equivalent based on load amp requirements. 
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Basis of Design 

This section applies to the design and installation of switch boards and panel boards. 

1.0  Scope 

A. Switch boards serving buildings and subsequent panel boards within a building or 

enclosure. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Cables and Wires 

B.  Facilities Engineering Services Section Design Guide – Raceway and Duct Banks 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

2.0  Design Criteria and Evaluation 

A. Power Distribution Switchboards: 

o Switch Boards are used in the 480/277 Volt system as service entrance equipment 

and shall be located near the point where the supply conductors from the outdoor 

substation enter the building or enclosure.  

o In General, switchboards rated 1200 Amp. and larger shall be self‐supported 

structures of Nema Class 1 dead front construction 90" high.  Most Fermilab power 

distribution schemes involve 5‐wire systems for polyphase panelboard and 

switchboard installations.  This includes the use of:  three (3) phase conductors, one 

(1) neutral conductor,  and one (1) ground conductor. 

o Standard Main Bus Bracing shall be 50,000 RMS amperes. 

o Overcurrent Devices installed in switchboards shall be rated no less than 125% of 

the continuous load they are feeding. To comply with this, an 80% derating factor 

must be used with all overcurrent devices such as molded case breakers unless they 

are tested and approved by UL for application at 100% of their rating. 
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o Switch Board Neutral/Ground Bus shall be provided with separated equipment 

ground bus and isolated neutral bus (no connection between the neutral and the 

ground buses at the switchboard). 

o Hinged Front Trim shall be provided which allows "one person opening capability" 

and lockable hinged panel door for breaker access. 

o Circuit Breaker Padlock capability shall be provided with factory installed 

permanently mounted padlock devices associated each breaker.  Lockout devices 

shall conform to OSHA LOTO requirements. 

o Breaker Labels And Directory shall be plainly marked.  Breakers shall be 

consecutively marked with easy to read bold numbers.  A corresponding breaker 

directory shall clearly identify the descriptive load.  New panelboard breaker 

directories shall be typed.  The directory shall clearly identify panelboard number, 

voltage, and “FED FROM” data (the next upstream disconnect 

switchboard/panelboard and branch breaker). 

o Identification Label.   Switchboards and panelboards shall be clearly identified by 

means of large easy‐to‐read plastic engraved nameplate.  Switchboard/Panelboard 

designation shall use minimum 1” high characters for identity.  3/4‐inch high 

characters shall be used to identify the VOLTAGE and 1/2” high charters for “FED 

FROM” data.  When multiple feed sources are present (such as backfeeds or 

transfer switches), large RED caution plates shall be used to indicate “FED FROM 

MULTIPLE SOURCES” and further described in detail elsewhere in this design 

criteria. 

o Power Monitor Features.  Incoming switchboards shall provide for power monitor 

capability when required by ASHRAE 90.1.   

o In General, lighting and distribution panelboards shall be voltage rated for the 

following type of services: 

 208/120 Volts, 3ɸ, 4 Wire  (in general, use NQOD  nonlinear rated panelboard) 

 480/277 Volts, 3ɸ, 4 Wire  (use I‐Line panelboard.  Use nonlinear versions when 

25% or more loads are nonlinear). 

o Standard Rating of panelboards shall be nonlinear rated for use at 100 Amp., 225 

Amp., 400 Amp., 600 Amp., or 800 Amp, based on conditions noted above. 

o Nf Style Panelboards Prohibited. NF style panelboards, which are commercial grade 

panelboards, are prohibited from use at Fermilab. 

o Each Lighting and appliance branch circuit panelboard shall be protected on the 

supply side by its main circuit breaker or if there is no main circuit breaker in the 

panelboard, then the overcurrent device protecting the panelboard feeder shall not 

have a rating greater than that of the panelboard. 

o Panelboards installed in the secondary side of a transformer without secondary 

breaker (or fused disconnect switch) shall be provided with a main circuit breaker. 

This is the case of panelboards installed on secondary derived systems such as on 

the secondary side of 480‐208/120 Volts dry‐type transformers. 
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o All Branch Circuit Breakers installed in lighting and distribution panelboards rated 

480/277 Volts, shall be plug‐in type; for panelboards rated 208/120 Volts, they shall 

be of the bolt‐on type. 

o The Short Circuit Rating of a panelboard is limited to the interrupting rating of the 

lowest rated device that it contains. The possible fault current available at the 

incoming line terminals should not exceed that of the component devices.  

Minimum short circuit panel ratings are as follows: 

 NQOD breakers shall have minimum AC rating of 22,000A for 208/120 volt 

applications. 

 I‐Line breakers shall have minimum AC rating of 35,000A for 480/277 volt 

applications. 

o In 480/277 Volt Systems derived from 1500 KVA unit substations, all panelboard 

branch circuit breakers shall have a minimum interrupting rating of 35,000 RMS 

Amps symmetrical.  Integrated panelboard ratings or listings shall not be used to 

derate breaker SCI ratings below the 35 KAIC specifications.  Only “CONTINUOUS” 

duty ratings shall be used. 

o Panelboard Neutral Bus shall be 200% nonlinear rated and isolated from ground.   

o Hinged Front Trim shall be factory installed which allows "one person opening 

capability" and separate lockable hinged panel door for breaker access.  All hinged 

trim shall open to the right‐hand side unless specified otherwise. 

o I‐Line Panels shall have hinged doors over breakers. 

o Plated copper bus is standard on all phase, neutral and grounding bus. 

o 5‐wire panel design is standard 3‐phase, 4‐wire with ground bar. 

o Minimum NQOD panel width is 20‐inches. 

o Complete panel designations are to be used on all quotation submittals to Fermilab.  

For example, for an NQOD panel it might be: PP‐LLRW‐1.  For an I‐Line panel it might 

be: DHP‐LLRW‐1.  This allows Fermilab to accurately cross‐check and compare the 

submittals against the drawings. 

o Equipment Ground Bus, all panelboards shall have a separate copper equipment 

ground bus.  Aluminum ground busses are not permitted. 

o Generator access shall be provided to any building that may require a generator.  

The interface shall be a dedicated quick connect style connection box located to 

allow generator access. 
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Basis of Design 

This section applies to the design and installation of transformers. 

1.0  Scope 

A. This applies to the civil/conventional construction and not the accelerator “pulse” 

transformers or experimental detector operation transformers. 

1.1  Applicable Codes/Standards 

A. International Building Code (IBC) 

B. Institute of Electrical and Electronics Engineers 

C. National Fire Protection Association (NFPA) Codes/Standards, but not limited to: 

o NFPA 70, National Electrical Code 

o NFPA 850, Recommended Practice for Fire Protection for Electric Generating 

Plants and High Voltage Direct Current Converter Stations 

1.2  Related Sections 

A.  Facilities Engineering Services Section Design Guide – Electrical General 

B.  Facilities Engineering Services Section Design Guide – Civil Site Work & Utilities 

 

1.3  Construction Submittals 

 

A. Standard construction submittal requirements 

B. Standard industry quality assurance, i.e., electrical acceptance tests.  Coordinate with 

the FESS Engineering Electrical Engineer. 

 

2.0  Design Criteria and Evaluation 

A. Voltage: 

o High Voltage Transformers (Over 600 Volts), shall be delta connected in the 

primary side for 13,800 Volts, 3 phase system and grounded wye connected on 

the secondary side for 4160 Volts or 480/277 Volts, three phase system. 

o Low Voltage Transformers (Under 600 Volts), shall be delta connected on the 

primary side for 480 Volts, three phase system and grounded wye connected on 

the secondary side for 208/120 Volts, three phase system. 

 

B. Liquid Filled Transformers:  

o Transformers 500 KVA and over, shall be oil or R‐Temp cooled OA/FFA 

depending on location. 

o Oil‐Filled Transformers shall be installed outdoors at least 30 feet away from 

buildings (edge of transformer housing to building). 
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o When Oil‐Filled Transformers 500 KVA and over are installed less than 30 feet 

from building, fire‐resistive walls without openings within a 30‐foot radius on 

first story; wall above on second story (also possibly on third story, if any) 

should be fire resistive with necessary windows wired glass in metal sash and 

with combustible eaves covered with non combustible material. 

o R‐Temp Insulated Transformers installations may be made adjacent to buildings 

regardless of window opening or building construction. When installed indoors 

they shall be installed in a one‐hour fire rated vault with sprinklers protection. 

o Oil Containment Requirements shall be addressed using Fermilab's oil 

containment plan for the specific application.  This implies using concrete 

retaining walls with sufficient depth and crushed stone filler to contain the spill 

of the largest transformer or oil‐filled device.  It also requires appropriate liners 

and an inspection drain pit. 

 

C. Dry‐Type Transformers:    

o Transformers 225 KVA and below except for special installations shall be dry‐

type, self cooled, usually designed for indoor use unless special provisions for 

outdoor installations are included. 

o Dry‐Type Transformers shall be UL listed for a 115C temperature rise, based on 

a 40C ambient. 

o Dry‐Type Transformers installed indoors and rated 225 KVA and below shall 

have a separation of at least 12 inches from combustible material unless 

separated by a fire‐resistive heat‐insulating barrier. 

o Provide Vibration Isolators if they are not built into the transformer to reduce 

noise. To minimize transmission noise, flexible conduit shall be used for 

connections on the primary and secondary side.  Rigid conduit connections to 

dry‐type indoor transformers is NOT permitted. 

o Enclosure Grounding: 

 Transformer Metal Enclosure shall be grounded. 

o Overcurrent Protection: 

 Primary Side: Each dry‐type transformer shall be protected by an individual 

overcurrent device in the primary connection, rated or set at no more than 

125% of the rated primary current of the transformer, except that an 

individual overcurrent device is not required when the primary feeder 

overcurrent device provides the protection specified above. 

o Harmonics: 

 Polyphase  4‐Wire  208/120 Transformers used to provide power for general 

office receptacles, desktop computers, facsimile machines, copy machines, 

or similar electronics equipment shall require a K‐4 or K‐13 rating as needed 

for the application.   A minimum 200% rated neutral conductor between 

transformer and distribution panel shall be used to reduce neutral 

overloading heating effects caused by triplen harmonics. 
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o Shielding: 

 Polyphase  4‐Wire  208/120 Transformers   used to provide power for 

general office receptacles, desktop computers, facsimile machines, copy 

machines, and experiment power electronics equipment shall be shielded. 
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   The following represents agreed upon standard conventions for the Electrical AC Power Distribution 
System at Fermilab.  The conventions were first developed by knowledgeable representatives from FESS 
Engineering and Operations and the Accelerator Division.  The conventions were subsequently reviewed 
and sanctioned by the Electrical Safety Subcommittee.  It is acknowledged that these conventions are not 
totally inclusive of all possible aspects, equipment types, or configurations of the existing electrical 
distribution system.  The stated standard conventions should be applied to new construction and to 
systems undergoing significant modification.  It is not intended that older systems be modified, although 
partial conformance may be reasonably accommodated.    
  
  

Panelboard Naming Conventions  
  

   Panelboards shall be classified solely as per operating voltage and ampacity, regardless of their position 
in the electrical distribution system.  The acronyms for panelboards are as follows:  
  

SWBD  Switchboard, 2000 A and Above, 480Y/277 VAC  
DHP  Distribution, High Power Panelboard, 600 A to 1600 A, 480Y/277 VAC  
PHP  High Power Panelboard, 100 A to 400 A, 480Y/277 VAC  
LP  Lighting Panelboard, 100 A to 225 A, 480Y/277 VAC   

  (Typically Outfitted with Single Pole Circuit Breakers)  
  

PP  Power Panelboard, 100 A to 225 A, 208Y/120 VAC or 240/120 VAC  
  

Exxx  Emergency, Prefix for Panelboard Capable of Being Powered by a Dedicated 
Emergency Power Source  

Sxxx  Standby, Prefix for Panelboard Capable of Being Powered by a Dedicated Standby 
Power Source  

  
  

Other Equipment Naming Conventions  
  

   Acronyms for other certain components of the electrical distribution system shall be as follows.  Some 
explanations of particular categories are appended.  
  

DSTR  Distribution Switch (Generally 13.8 kVAC)  
USS  Unit Substation (Generally 13.8 kVAC to 480Y/277 VAC)  
TR  Transformer, Various Ampacities and Voltages, Compads Included  
 
 



ETR  Transformer, Capable of Being Powered by a Dedicated Emergency Power Source  
STR  Transformer, Capable of Being Powered by a Dedicated Standby Power Source  
MCC  Motor Control Center (Generally 480 VAC without Neutral)  
DS  Disconnect Switch, Not Fused, Various Ampacities and Voltages  
FDS  Fused Disconnect Switch, Fused, Various Ampacities and Voltages  
CB  Circuit Breaker, Stand Alone, Typically External to a Panelboard in Lieu of a 

Panelboard Main Breaker and Also Serving as a Service Disconnect  
MTS  Manual Transfer Switch, Various Ampacities and Voltages  
ATS  Automatic Transfer Switch, Various Ampacities and Voltages  

  
DSTR is an established convention for 13.8 kVAC distribution switchgear.   These 
switches may be of the oil type, but are more often air switches such as the 
compartmentalized switches manufactured by S&C.  They are used frequently in the 
13.8 kVAC feeder distribution system of the Laboratory for purposes of equipment 
isolation and feeder isolation or reconfiguration.   
  
The Unit Substation designation, USS, refers to compartmentalized distribution 
equipment that includes a 13.8 kVAC air switch, the transformer, and multiple rack-in 
load breakers on the secondary side.  While there are numerous USSs at the 
Laboratory, they are not preferred for new installations.  
  
The transformer category, TR, covers a wide range of equipment.  A typical yard 
transformer would be of the “Compad” type now generally favored.  Such a 
transformer would generally include an incoming line switch (for isolation only) and 
fuses at 13.8 kVAC and usually a single load circuit breaker.  Compads are generally 
sized at 500, 750, or 1500 KVA.  Another very common example is the 480 to 
208Y/120 VAC three phase transformers typically found inside technical buildings. 
Transformers with other primary and secondary voltages are also covered by the “TR” 
identifier.    

  
  

AC Voltages  
  

   Some consistency is desired in the identification of voltages present in the AC power distribution 
system.  The following delineates acceptable or preferred practices.  The specific characterization of 
voltage sources as wye or delta connected may be omitted if commonly understood or of minimal interest 
to user applications.    
  

 Acceptable:   V, VAC, Volts, Volts AC, kV, kVAC, kVolts, kVolts AC  
     208Y/120 VAC     (Three Phase)  
     240/120 VAC    (Single Phase)  
     480Y/277 VAC      (Three Phase)  
     480 – 208Y/120 VAC   (Three Phase Transformer)  
     480 – 240/120 VAC    (Single Phase Transformer)  
     13.8 kVAC – 480Y/277 VAC  (Three Phase Transformer)  
     13.8 kV – 480 V    (Three Phase Transformer)  
       
  

 
 
 
 



 
Panelboard and Transformer Labeling  

  

   Panelboards and transformers of the distribution system shall be uniquely identified with labels be 
made from engraved plastic lamocoid material and generally 1/16 inch thick, 2.5 inches high, and a 
minimum 9 inches wide.  The overall dimensions may be reduced for cases where the equipment cannot 
accommodate the standard size.    
  

   These labels generally have two lines of text.  The first line would be the panelboard or transformer 
name (e.g. PHP-MI60A-3, TR-MI60A-3-A).  The second line would describe the operating voltages or 
voltages present (e.g. 480Y/277 VAC, 480-208Y/120 VAC).    
  

   First line characters are to be 0.85 to 1.0 inch high with a 1/8 inch line width.  Second line characters 
are 0.5 inches high with a 1/16 inch line width.  The edges of the label are to be beveled.  
  

   RED labels with WHITE characters shall be used for equipment operating at 480Y/277 or 480 VAC or 
higher.  A 480 to 208Y/120 VAC transformer would be outfitted with a label having these colors.  When 
such equipment is capable of being powered by a dedicated Emergency or Standby power source, the 
equipment label shall be ORANGE in color with BLACK characters.    
  

   BLACK labels with WHITE characters shall be used for equipment operating at 120, 208Y/120, or 
240/120 VAC.  When such equipment is capable of being powered by a dedicated Emergency or Standby 
power source, the equipment label shall be YELLOW in color with BLACK characters.    
  

   Equipment labels are preferably attached with a high quality, double-sided adhesive tape rather than 
screws. For indoor applications to smooth surfaces, 3M tape 9500PC is a preferred choice.  For outdoor or 
rougher surface applications, Normount tape V2830 is a preferred choice although the 9500PC tape is 
often acceptable.    
  
  

Naming Conventions for “Yard” Transformers  
  

   Discussion of “yard” transformers necessarily includes Unit Substations and Compads. The names of 
these 13.8 kVAC primary transformers shall generally be referred to as “LOC#”.  LOC# is an 
alpha-numeric acronym that will uniquely describe the transformer location and distinguish more than one 
transformer at that location.   
  

   While LOC is a unique alpha-numeric acronym for the USS or Compad location, the # aspect of the 
LOC# identifier consists of an alpha character (A, B, C, D, E, etc.).  For example: one Compad at F1 
would have a LOC# identifier of F1A; one USS at the Booster East Gallery would be BEGA; and three 
Compads and two USSs at MI-60 would be MI60A, MI60B, MI60C, MI60D, and MI60E.  Notice that 
there is always an appended alpha character – even if there is only one transformer or USS at the location.    
  

 
 
 
 
 
 

   The generalized labeling of yard transformers would be USS-LOC# or TR-LOC# for Unit Substations 
and Compads respectively.  The above transformers would be marked as TR-F1A, USS-BEGA, 
TR-MI60A, TR-MI60B, TR-MI60C, USS-MI60D, and USS-MI60E.    
  
  



Naming Conventions for Primary Panelboards  
  

   Primary panelboards are those considered to be the first panelboard to receive power from a yard 
transformer circuit.  These panelboards shall include the transformer LOC# in their name.  For the 
example of a Compad at F1 with a single internal load breaker power powering a DHP panelboard, the 
panelboard would be named DHP-F1A.  
  

   A USS typically supplies power to multiple primary panelboards in accord with the number of rack-in 
load breakers.  Additionally, a Compad may be outfitted with or have the provision for more than one load 
breaker.  In order to distinguish these multiple feeds as distinct sources of power, the LOC# for the 
primary panelboards shall have an appended number “n” (1, 2, 3, 4, etc.) relating to the specific yard load 
breaker.  “LOC#n” now uniquely describes the source of power.    
  

   For the example of a USS at Booster East Gallery having three load breakers separately powering a 
SWBD, DHP, and MCC; these primary panelboards would be named SWBD-BEGA1, DHP-BEGA2, and 
MCC-BEGA3.  For the example of a Compad at F2 with a single internal load breaker power powering a 
DHP panelboard and provision for a second load breaker, the primary panelboard would be named 
DHP-F2A1.  
  
  

Naming Conventions for Sub-Primary Panelboards and Transformers  
  

   Primary panelboards feed “sub-primary” panelboards, transformers, or utilization equipment. Labeling 
of utilization equipment is not of concern since the connection of such equipment is documented in the 
panelboard schedule.  The developed naming convention does not involve the physical location or pole 
position of the sourcing circuit breaker as has been past practice.  The potential for confusion is reduced in 
that such locations or positions are subject to change as the distribution system is modified.    
  

   Sub-primary panelboards names are developed with a portion of the name of the upstream panelboard 
with an appended “-n” where n equals 1, 2, 3, 4, etc.   As an example, say primary panelboard 
SWBD-BEGA1 feeds a DHP panelboard, and two PHP panelboards.  These panelboards would be 
labeled as DHP-BEGA1-1, PHP-BEGA1-2, and PHP-BEGA1-3.  To continue this convention for 
additional downstream panelboards, take as example that PHP-BEGA1-2 feeds a PHP and a LP 
panelboard. These panelboards would be labeled as PHP-BEGA1-2-1 and LP-BEGA1-2-2.  As is the case 
for primary panelboards, the LOC# or LOC#n identifier is retained and continues to indicate BEGA1 as 
the single primary source of power.  
  

   While sub-primary panelboards are identified with an appended numeric character, transformers shall 
be identified with an alpha character.  Consider primary panelboard DHP-BEGA1-1 feeding three 480 - 
208Y/120 VAC transformers.  Here the transformers would be named as TR-DHP-BEGA1-1-A, 
TR-DHP-BEGA1-1-B, and TR-DHP-BEGA1-1-C.  A benefit of this convention is that the 
“DHP-BEGA1-1” part of the transformer’s name is a direct indicator of the transformer’s fed-from source.    

 
   Continuing the above example, assume the first two transformers each feed a single PP panelboard, and 
the third feeds two PP panelboards.  These 208Y/120 VAC panelboards would be named 
PP-BEGA1-1-A1, PP-BEGA1-1-B1, PP-BEGA1-1-C1, and PP-BEGA1-1-C2.  Additional panelboards 
are readily accommodated without modification of the names of existing equipment.    
  
  



 
  

Naming Conventions for Disconnect and Transfer Switches  
  

   Disconnect and Transfer Switches, including DS, FDS, MTS and ATS types, are sometimes named.  
Such switches that provide isolation between elements of the AC Power Distribution System must be 
named.  If named, the switch shall be appended with the name of the downstream piece of equipment that 
it serves to isolate.  DS-PP-MI65A-A1 is an example of a disconnect switch that isolates all three 
ungrounded phases powering panelboard PP-MI65A-A1.  Where the switch position is remote from 
connected and downstream equipment, it should be named.  If the downstream connection for a switch is 
not apparent or if there is more than one switch at a particular physical location, all such switches must be 
named.    
  
 All such switches shall be identified as to the nominal operating voltage of interior circuits.    
 

Naming Conventions for Wall Receptacles  
  

   Receptacles are typically labeled with the name of the breaker panel immediately upstream followed by 
the circuit number. PP-CL-14E-2 CKT 15 is an example of a receptacle fed from panel PP-CL-14E-2 and 
coming off of the circuit breaker labeled 15. 
  
  

Panelboard Schedules  
  

 At a minimum, panelboard schedules shall list and be in accord with the following:  
  

•   Panelboard name.  (e.g. PP-BEGA1-1-B1)  
•   Normal operating current (e.g. Trip Current of Upstream Overcurrent Protection 

Device as opposed to the ampacity rating of the panelboard)    
•   Operating voltages and number of phases.  (e.g. 208Y/120 VAC, 3 Phase)    
• Fed-From source of power.  (e.g. TR-DHP-BEGA1-1-B and DHP-BEGA1-1 

CB#27)  
•  Load descriptions and corresponding circuit breaker positions   
•  Load descriptions shall be specific rather than general if at all possible  (e.g. 

Lighting – Room 101 vs. Lighting)  
•  Legible  
•  Current  

  

   It is strongly suggested that panelboard schedules be generated in a computer word processor or 
spreadsheet format to facilitate ease of modification and lockout/tagout performance. It is advised to 
provide a second copy of the schedule at the panelboard.  In addition to the above, the following 
information might be included in the electronic file.  Some of the below may be added to the displayed 
panel schedule as appropriate.    
  

•  Panelboard Rated Ampacity  
•  A listing of all available circuit breaker positions.  Non-occupied positions shall be 

designated as “Blank” or “Space”.  Unused breakers shall be designated as 
“Spare”.  

•  The overcurrent rating of the circuit breaker  
•  The phase of power for the particular circuit breaker position    
•  The physical location of the panelboard    
•  The type of panelboard  (e.g. Square D I-Line, Square D NQOD)  

 



 
 

•  Whether or not there is a Panel Main Breaker. If present, show the ampacity of the 
Panel Main breaker.  

•  The kVA rating of the upstream powering transformer, if the panelboard is directly 
fed by the transformer  

•  The FESS bar code inventory number  
•  The wire size of the feed conductors for the ungrounded, grounded, and grounding 

conductors    
•  The size, type and quantity of the conduits containing the feed conductors    
•  Type of Circuit Breaker  
•  Instantaneous Current Trip Setting (In Amps or Set Point Position)  
•  Minimum recommended Circuit Breaker AIC    
•  Date of Issue  
•  Who to notify if the schedule needs updating.  Generally this is the 

Division/Section Electrical Coordinator.    
•  Special notes pertinent to the panelboard.  One should include here the specific 

location of the fed-from source if not obvious.  
  
  

Circuit Breaker Position Labeling  
  

   Panelboard circuit breaker positions shall be numbered in accord with provided electrical drawings.  
Generally, left side breakers are labeled with odd numbers 1 – 3 – 5 -  …etc. top to bottom while the right 
side breakers are generally labeled with even numbers 2 – 4 – 6 -  …etc. top to bottom.  Positions are 
typically marked with self-adhesive numbers provided by panelboard manufacturers.    
  

   Numbers shall be neatly applied to the panelboard front mat adjacent to each breaker pole position.  
Three pole breakers need only be labeled at the center pole position.  Circuit breaker position numbers 
shall not be applied to the physical circuit breaker.  
  

   A second set of numbers may be installed interior to the panelboard in direct correspondence to the mat 
numbers to facilitate branch circuit identification during panelboard access.  
  
  

Color Coding of Conductors  
  

  Color Coding shall be utilized to distinguish the conductors of the power distribution system.  The 
requirements are fully explained in the Technical Appendix of FESHM Chapter 5042. Briefly stated, the 
requirements for the prevalent three phase distribution systems are as follows:  
  

  For conductors in all systems, except those in a 480Y/277 VAC system, the color code for 
ungrounded conductors corresponding to Phase A-B-C shall be Black-Red-Blue (BRB).  The 
grounded or neutral conductor shall be coded White.    

  

  For conductors in a 480Y/277 VAC system, the color code for ungrounded conductors 
corresponding to Phase A-B-C shall be Brown-Orange-Yellow (BOY).  The grounded or 
neutral conductor shall be coded Gray.    

  

  Grounding conductors shall be color coded with Green, with or without Yellow stripe, or 
bare.  
 
 



 
 
 

 
Miscellaneous  

  

   Fed-From Labeling, though included in the panelboard schedule or the transformer name, may be 
additionally displayed on the front face of the equipment.  In that this information is subject to change as 
the AC Power Distribution System is modified, this labeling should be semi-permanent in nature.    
  

   Equipment having Multiple Energy Sources must be clearly identified as such.  Panelboards or 
transformers that are capable of being powered by dedicated Emergency or Standby power source need not 
be so identified when properly labeled with the E or S prefix and an orange or yellow lamocoid with black 
lettering.    
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Basis of Design 

Sustainable design seeks to reduce negative impacts on the environment, and the health and comfort of 

building occupants, thereby improving building performance. The basic objectives of sustainability are to 

reduce consumption of non‐renewable resources, minimize waste, and create healthy, productive 

environments. 

1.0 Background 

 

A. Fermilab is committed to environmental stewardship and promotes implementation of 

sustainable design concepts.  Many of these concepts have been incorporated directly 

into the various sections of Fermilab’s Facilities Engineering Services Design Guide.  

B. Reference Department of Energy Guidance for Sustainable Design at 
http://www1.eere.energy.gov/femp/program/sustainable_guidance.html 

 

2.0  Sustainable Design Principles 

A. Optimize site potential; 

B. Minimize non‐renewable energy consumption; 

C. Use environmentally preferable products; 

o Specify products meeting or exceeding EPA's recycled content 

recommendations. For other products, specify materials with recycled content 

when practicable. www.epa.gov/cpg  

o Specify products with the highest content level per USDA's biobased content 

recommendations. For other products, specify biobased products made from 

rapidly renewable resources and certified sustainable wood products 

www.biopreferred.gov  

o Specify products that have a lesser or reduced effect on human health and the 

environment over their lifecycle when compared with competing products or 

services that serve the same purpose. www.wbdg.org/design/greenspec.php  

D. Protect and conserve water;  

o Specify EPA’s WaterSense‐labeled products or other water conserving products, 

where available. 

E. Enhance indoor environmental quality;  

o Specify materials and products with low pollutant emissions, including 

composite wood products, adhesives, sealants, interior paints and finishes, 

carpet systems, and furnishings, see, for example, 

http://www.wbdg.org/ccb/browse_cat.php?c=250, and 

F. Optimize operational and maintenance practices. 

o Eliminate the use of ozone depleting compounds during and after construction 

where alternative environmentally preferable products are available, 

http://www.epa.gov/ozone/snap/lists/index.html  
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1.0 A. Design Loads       

1.0 B. Design Loads       

1.1 Applicable Code/Stds       

1.2 A. Related Sections       

1.3 A. Submittals       

1.3 B. Submittals       

1.3 C. Submittals       

1.3 D. Submittals       

2.0.1 A. Environmental       

2.0.1 B. Environmental       

2.0.1 C. Environmental       

2.0.2 A. Ventilation       

2.0.2 B. Ventilation       

2.0.3 A. Sustainability/Energy       

2.0.3 B. Sustainability/Energy       

2.0.3 C. Sustainability/Energy       

2.0.3 D. Sustainability/Energy       

2.0.3 E. Sustainability/Energy       

2.0.3 F. Sustainability/Energy       

2.0.3 G. Sustainability/Energy       

2.0.4 A. Commissioning       

2.0.5 A. Controls       

2.0.5 B. Controls       

2.0.5 C. Controls       

2.0.5 D. Controls       

2.0.5 E. Controls       

2.1 A. Product Material & Equip       

2.1 B. Product Material & Equip       
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2.1 C. Product Material & Equip       

2.1 D. Product Material & Equip       

2.1 E. Product Material & Equip       

2.1 G. Product Material & Equip       

3.0 A. Installation, Fab, Construct       

3.0 B. Installation, Fab, Construct       

3.0 C. Installation, Fab, Construct       

3.0 D. Installation, Fab, Construct       

3.0 E. Installation, Fab, Construct       

3.0 F. Installation, Fab, Construct       

3.0 G. Installation, Fab, Construct       

6.0 FP Facility Fire Safety       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Construction Submittals       

2.0 A. Design Criteria/Evaluation       

2.0 B. Design Criteria/Evaluation       

2.0 C. Design Criteria/Evaluation       

2.0 D. Design Criteria/Evaluation       

2.0 E. Design Criteria/Evaluation       

2.0 F. Design Criteria/Evaluation       

2.0 G. Design Criteria/Evaluation       

2.0 H. Design Criteria/Evaluation       

2.0 I. Design Criteria/Evaluation       

2.0 J. Design Criteria/Evaluation       

2.0 K. Design Criteria/Evaluation       

2.0 L. Design Criteria/Evaluation       
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2.0 M. Design Criteria/Evaluation       

2.1 A. Products, Material & Equip       

3.0 A. Installation, Fab, Construct       

6.1 FP Fire Extinguisher       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria & Evaluation       

2.0 B. Design Criteria & Evaluation       

2.0 C. Design Criteria & Evaluation       

2.0 D. Design Criteria & Evaluation       

2.0 E. Design Criteria & Evaluation       

2.0 F. Design Criteria & Evaluation       

2.0 G. Design Criteria & Evaluation       

2.1 A. Product Materials & Equip       

2.1 B. Product Materials & Equip       

2.1 C. Product Materials & Equip       

3.0 A. Installation, Fab, Construct       

3.0 B. Installation, Fab, Construct       

6.2 FP Fire Alarm       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria/Evaluation       

2.0 B. Design Criteria/Evaluation       

2.0 C. Design Criteria/Evaluation       
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2.0 D. Design Criteria/Evaluation       

2.0 E. Design Criteria/Evaluation       

2.0 F. Design Criteria/Evaluation       

2.0 G. Design Criteria/Evaluation       

2.0 H. Design Criteria/Evaluation       

2.0 I. Design Criteria/Evaluation       

2.0 J. Design Criteria/Evaluation       

2.0 K. Design Criteria/Evaluation       

2.0 L. Design Criteria/Evaluation       

2.1 A. Product Material Equip       

2.1 B. Product Material Equip       

2.1 C. Product Material Equip       

3.0 A. Installation, Fab, Construct       

3.0 B. Installation, Fab, Construct       

3.0 C. Installation, Fab, Construct       

3.0 D. Installation, Fab, Construct       

3.0 E. Installation, Fab, Construct       

3.0 F. Installation, Fab, Construct       

3.0 G. Installation, Fab, Construct       

3.0 H. Installation, Fab, Construct       

3.0 I. Installation, Fab, Construct       

3.0 J. Installation, Fab, Construct       

3.0 K. Installation, Fab, Construct       

3.0 L. Installation, Fab, Construct       

3.0 M. Installation, Fab, Construct       

6.3 FP Automatic Sprinkler Sys       

1.0 Scope       

1.1 Applicable Codes/Stds       
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1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria/Evaluation       

2.0 B. Design Criteria/Evaluation       

2.0 C. Design Criteria/Evaluation       

2.0 D. Design Criteria/Evaluation       

2.0 E. Design Criteria/Evaluation       

2.0 F. Design Criteria/Evaluation       

2.0 G. Design Criteria/Evaluation       

2.0 H. Design Criteria/Evaluation       

2.0 I. Design Criteria/Evaluation       

2.0 J. Design Criteria/Evaluation       

2.0 K. Design Criteria/Evaluation       

2.0 L. Design Criteria/Evaluation       

2.0 M. Design Criteria/Evaluation       

2.0 N Design Criteria/Evaluation       

2.0 O. Design Criteria/Evaluation       

2.0 P. Design Criteria/Evaluation       

2.0 Q. Design Criteria/Evaluation       

2.1 A. Product, Materials, Equip       

2.1 B. Product, Materials, Equip       

2.1 C. Product, Materials, Equip       

2.1 D. Product, Materials, Equip       

2.1 E. Product, Materials, Equip       

2.1 F. Product, Materials, Equip       

3.0 A. Installation, Fab, Construct       

3.0 B. Installation, Fab, Construct       

3.0 C. Installation, Fab, Construct       



FESS Engineering – Design Guide  Check List 

 

Design Guides Sections 
Incorporated 
into Design 
(X) or (N/A) 

Is not 
incorporated 
into Design 
(X) or (N/A) 

If not, then Explain 

 

Fermilab FESS Design Guides    Page 10 of 15 
WARNING:  This manual is subject to change.  The current version is maintained on FESS Section website.  Rev. 0, 11/2012 

 

6.4 FP Special Extinguisher Sys       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria/Evaluation       

2.0 B. Design Criteria/Evaluation       

2.0 C. Design Criteria/Evaluation       

2.0 D. Design Criteria/Evaluation       

2.0 E. Design Criteria/Evaluation       

2.0 F. Design Criteria/Evaluation       

2.0 G. Design Criteria/Evaluation       

2.0 H. Design Criteria/Evaluation       

2.1 A. Product Materials Equip       

2.1 B. Product Materials Equip       

2.1 C. Product Materials Equip       

3.0 A. Installation, Fab, Construct       

7.0 Electrical ‐ General       

7.1 Electrical – Cables & Wires       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria ‐ General       

2.0 B. Design Criteria ‐ 15KV Med       

2.0 C. Design Criteria ‐ 5KV Med       

2.0 D. Design Criteria ‐ Low Volt       

2.0 E. Design Criteria ‐ Control        
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2.1 A. Product Materials Equip       

3.0 A. Installation, Fab, Construct       

3.0 B. Installation, Fab, Construct       

7.2 Electrical – Grounding       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – Grounding       

2.0 B. Design Criteria – Substation       

2.0 C. Design Criteria – Building       

2.0 D. Design Criteria – Equipment       

2.0 E. Design Criteria – Swbrds.        

2.0 F. Design Criteria ‐ Raceways       

2.0 G. Design Criteria – Cable Tray       

7.3 Electrical – Lighting       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – General       

2.0 B. Design Criteria – Levels       

2.0 C. Design Criteria – Fixtures       

2.0 D. Design Criteria –Emergency       

2.0 E. Design Criteria – Lamps       

2.0 F. Design Criteria – Ballasts       

2.0 G. Design Criteria – Voltage       

2.0 H. Design Criteria – Switching       
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2.0 I. Design Criteria  Stroboscopic       

2.0 J. Design Criteria  Calculations       

2.0 K Design Criteria ‐ Guidelines       

7.4 Electrical – Low Voltage       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – Require       

2.0 B. Design Criteria – Isolation       

2.0 C. Design Criteria – Safety       

7.5 Electrical – Medium Voltage       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria/Evaluation       

2.0 B. Design Criteria/Evaluation       

2.0 C. Design Criteria/Evaluation       

2.0 D. Design Criteria/Evaluation       

2.0 E. Design Criteria/Evaluation       

2.0 F. Design Criteria/Evaluation       

2.0 G. Design Criteria/Evaluation       

3.0 A. Installation, Fab, Construct       

3.0 B. Installation, Fab, Construct       

3.0 C. Installation, Fab, Construct       

7.6 Electrical – Motors       

1.0 Scope       
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1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – Require       

2.0 B. Design Criteria – Factor       

2.0 C. Design Criteria – Starting       

2.0 D. Design Criteria – VFD       

2.0 E. Design Criteria – Protection       

2.0 F. Design Criteria – Disconnect       

7.7 Electrical – Motor Control Cen       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – Require       

7.8 Electrical – Nominal Voltage       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – Voltage       

2.0 B. Design Criteria – Rotation       

2.0 C. Design Criteria – Align Color       

7.9 Electrical  Raceway/Ductbank       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       
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2.0 A. Design Criteria – Ductbanks       

2.0 B. Design Criteria – Banks       

2.0 C. Design Criteria – Exposed       

7.10 Electrical – Receptacles       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – General       

2.0 B. Design Criteria – Types       

2.0 C. Design Criteria – Grounding       

2.0 D. Design Criteria – Face Plate       

2.0 E. Design Criteria – Phase        

2.0 F. Design Criteria – Protection       

2.0 G. Design Criteria ‐ Loads       

2.0 H. Design Criteria – Special       

2.0 I. Design Criteria – Wall Mount       

2.0 J. Design Criteria – Constraints       

7.11 Electrical – Safety Switches       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – General       

2.0 B. Design Criteria – Rating       

2.0 C. Design Criteria – Special       

2.0 D. Design Criteria – Fusible       

2.0 E. Design Criteria – Manufact       
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7.12 Electrical – SwitchBrd Panel       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – General       

7.13 Electrical – Transformers       

1.0 Scope       

1.1 Applicable Codes/Stds       

1.2 Related Sections       

1.3 Submittals       

2.0 A. Design Criteria – Voltage       

2.0 B. Design Criteria – Liquid        

2.0 C. Design Criteria – Dry        

8.0 Sustainability       

1.0 Scope       

2.0 A. Design – Optimize Site       

2.0 B. Design – Renewable Energy       

2.0 C. Design – Environmntal Prdts       

2.0 D. Design – Conserve Water       

2.0 E. Design – Indoor Quality       

2.0 F. Design – Operational       
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